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.AUS 111989 SHR-12 

Mr . Nyle Hillson 
UCAR carbon Company, Inc . 
P. O. Box 94637 
Cleveland, Ohio 44101 

Dear Mr. Hillson: 

Re: Compliance Letter 
UCAR carbon Company , Inc . 
OHD 004 167 383 

On April 5 , 1989 , the Ohio Environmental Protection Agency (OEPA) , 
representing the United States Environmental Protection Agency (U.S . EPA) , 
conducted a Resource Conservation and Recovery Act (RCRA) inspection of the 
above referenced facility. The purpose of the inspection was to determine 
the compliance status of this facility with respect to the applicable 
hazardous waste management requirements of RCRA, including the land disposal 
restrictions of certain spent solvents (F001-F005) and dioxins which became 
effective on November 8 , 1986 , and certain hazardous wastes comrronly referred 
to as ca1ifornia list wastes which became effective on July 8 , 1987. 
Additionally, the land disposal restrictions for First Third of Scheduled 
Wastes became effecti ve on August 8 , 1988 . Regulations are set forth in 
40 CFR Part 268 and in revisions to 40 CFR Parts 260- 265 , 268 , 270 , and 271. 

As a result of the inspection , it appears that the subject facility is in 
compliance with the land disp:>sal requirements found at 40 CFR Part 268 . 

Thank you for your cooperation. If you have any questions concerning this 
letter , please contact Mr . Gregory T. Carlson of my staff at (312) 886-8095 . 

Sincerely yours , 

Sally K. swanson , Chief 
IN/MN/OH En£orcement Program Section 

Enclosure 

cc : Mike Savage , OEPA 
Greg Taylor , NID) 

Jx:c : Sally swanson, REB 
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State of Ohio Environmental Protection Agency 

Northeast District Office 
2110 E. Aurora Road 
..... ,vinsburg, Ohio 44087 

. 16) 425-9171 

April 25 1989 

Nyi.e Hillson 
UCAR Carbon Company, Inc. 
P, O. Box 94637 
Cleveland, Ohio 44101 

Dear Mr . Hillson ; 

7 '---, / '....,. . .,.: I - _,., ~ 

cic!o~ 

Richard F. Celeste 
Governor 

RE: UCAR CARBON COMPANY , INC . 
OHD 004-167-383 
02 18-0132 
CUYAHOGA COUNTY 
G/TSD 

The purpose of this letter is to summarize the results of my recent RCRA 
inspection of your facility, which occurred on April 5, 1989. This inspection 
was conducted in order to determine your facility's compliance with state and 
federal hazardous waste rules and regulations. Terry Wilkinson, Tony 
Passalacqua and yourself represented UCAR, Marian Touma.zos and I represented 
the Ohio EPA. . , 

You indicated during the inspection that the "Karbate" production line was sold 
off to another company in June of 1988, The facility has also recently 
submitted, for formal agency review, closure plans for the hazardous waste tank 
and hazardous waste container storage areas. 

During my inspection the following violations were noted: 

1, Several facility personnel did not receive the required annual training as 
required by OAC 3745-52-34(A)(4) and 40 CFR 262.34, as well as OAC 3745-
65-l6(C) and 40 CFR 265.16(c). 

2 . In the satellite accumulation area the drum containing hazardous wastes 
was not stored closed as required by 40 CFR 265.173 and OAC 3745-66-73, as 
well as OAC 3745-52-34(C)(l)(a) and 40 CFR 262.34(c)(l)(i) . 

3. Facility must forward a copy of the facility's contingency plan to the 
state emergency service authorities as required by OAC 3745-65-53(B) and 
40 CFR 265.53(b). 

4. The facility did not indicate in the waste analysis plan the test methods 
use to analyze the parameters specific to the hazardous wastes generated 
by the facility as required by OAC 3745-65-13(B)(2) and 40 CFR 
26 5. 13 ( b) ( 2) • 

5. The secondary containment system for the hazardous waste tank is not 
designed to contain 100% of the capacity of the tank as required by 40 CFR 
265.193(e)(l)(i) and OAC 3745-6693(E)(l)(a) . 



Page Number 2 
April 25, 193y 
Nyle Hillson 

Ohio EPA 
NEDD 

6. The hazardous waste tank system is not provided with a leak detection 
system as required by 40 CFH 265.193(c}(3} and OAC 3745-66-93(C}(3}. 

7. Precipitation accumulation in the hazardous waste tank secondary 
containment system was not removed as required by 40 CFR 265,193(c}(4) and 
37 45 .66-93 ( C} ( 4}. 

8, The facility did not provide documentation of the annual tank integrity 
examination as required by 40 CFR 265.193(i}(2} and 3745-66-93(i}(2}. 

Please address the above violations and submit related documentation to this 
office within 30 days of receipt_ of this letter. 

·Please note that the Land Ban Restriction Inspection, completed as part of this 
inspection is being forwarded to the U,S, EPA, Region V for appropriate follow
up. 

If yau have any questions concerning the requests or violations cited in this 
letter, please feel free to contact me at (216) 425-9171. 

~inc~~ 

Gregory Taylor 
Environmental Scientist 
Division of Solid and Hazardous Waste 
Management 

GT/sp 

cc: ~Sholtis, DSHWM, Central 
Debby Berg, DSHWM, NEDO 

Office 

;.-



RCRA LAND DISPOSAL RESTRICTION INSPECTION 

Facility: UC 4 R Car hon Ca 
U.S. EPA I.D. No.: OHD oo':f 16 J 38 3 
Street: 

City: State: Zip Code: tf L{ ID I 
Telephone: (:2 I b ) 5 ~ q - ?;, 7 5 I 
Operator: ___________________________ _ 

Street: 

City: State: Zip Code: ___ _ 

. Telephone: 

Owner: 

Street: 

City: State: ,r Zip Code: ___ _ 

Telephone: 

9: 30 - 3 ',3o Weather Conditions: _e,_1..._·Q_"-.:_l+-..; __ _ 

I 
Affiliation Telephone 

Inspectors: 
CY/ '-

/Jlctr/o..n /01,u,,.,,a.1,cS c,e-(4 ()(b) :()$ - '117} 

Facility Representatives: /1./y/e_ th !Ison j -;;YH/ Pa. s,;;4/(;..c 1¼C\ 
I I z;_.,.(' V u),' {k.,1' 11Sl'IQ 

Generator 

Transporter 

Treater 

Storer 

Disposer 

RCRA Status 

V: 

I 
F-Solvent 

,./ 

LDR Status 
California List First Third 

Revised 9-26-88 



INSPECTION SUMMARY 
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RCRA LAND DISPOSAL RESTRICTION INSPECTION 

APPLICABILITY CHECKLIST 

Does the facility handle the following wastes? 

Gen. Treat Store Disp. 

A. F-Solvent Wastes 

I. FOO! v v 

2. F002 

3. F003 

4. F004 

5. FOOS 

Note: Use Appendix A to determine whether the facility is 
misclassifying any. of its wastes. 

B. California List Wastes 

I. Liquid hazardous waste (including free liquids associated with 
any solid or sludge) that contains the following metals at 
concentrations greater than or equal to those specified 

Gen. Treat Store Disp. 

Arsenic 500 mg/L 

Cadmium 100 mg/L 

Chromium VI 500 mg/L 

Lead 500 mg/L 

Mercury 20 mg/L 

Nickel 134 mg/L 

Selenium 100 mg/L 

Thallium 130 mg/L 

APP 

Trans. 

Trans. 
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2. Liquid hazardous waste (including free liquids associated with 
any solid or sludge) that contains free cyanides at 
concentrations greater than or equal to l,000 mg/L 

APP 

Gen. Treat Store Disp. Trans. 

3. Liquid hazardous waste that has a pH of less than or equal to 2.0 

4. Liquid hazardous waste that contains PCBs at concentrations greater 
than or equal to 

50ppm __ 

500 ppm_· __ 

Does the facility mix liquid hazardous waste that 
contains PCBs with other types of wastes? 

Yes No 
,· 

If yes, state reasons for mixing: 

NA 

5. Hazardous waste that contains HOCs greater than or equal to 1,000 mg/L 
(liquids) or 1,000 mg/kg (solids) 

Note (I): The prohibitions of 268.32(a)(3) and (e) do not apply if the 
waste is also subject to the solvent restrictions of 268 Subpart C for a 
specific HOC. 

Note (2): The effective date of regulation for liquid wastes with HOCs 
greater than or equal to 1,000 mg/Land less than 10,000 mg/L was July 
8, 1987;· the effective date for liquid wastes containing HOCs greater than 
or equal to 10,000 mg/L and solid wastes containing HOCs greater than 
1,000 mg/kg is November 8, 1988. 

4 Revised 9-26-88 



APP 

C. First Third Wastes 

Note: {I) 
(2) 

F006' 

F007 

FOOS 

F009 

F019 

KOOl' 

K004' 

KOOS' 

KOi I 

K0!3 

KOl4 

KOIS" 

K016' 

KOI7 

K018' 

K019" 

K020' 

K021' 

K022" 

K024" 

K025" 

K030' 

K031 

K035 

K036" 

K037" 

K044" 

K045' 

K046' 

The detailed description for waste codes are listed in Appendix C. 
EPA has promulgated the treatment standards for the following 
waste code with •. 

Gen. Treat Store Disp. Trans. 

' 

5 Revised 9-26-88 



APP 

Gen. Treat Store Disp. Trans. 

K047" 

K048' 

K049" 

Koso• 

K051" 

K052" 

K060" 

K061" 

K062' 

K069' 

K071' 

K073' 

K083" 

K084 C --
K085 

' 
K086' 

K087' 

K099" 

KI00' 

KI01' 

Kl02" 

K103° 

KI04" 

K106' 

POOi 

P004 

P005 

POIO 

POii 

P012 

POIS 

P016 

POIS 

6 Revised 9-26-88 



APP 

Gen. Treat Store Disp. Trans. 

P020 

P030 

P036 

P037 

P039 

P041 

P048 

P050 

P058 

P059 

P063 

P068 

P069 

P070 -"-
P071 

P081 

P082 

P084 

P087 

P089 

P092 

P094 

P097 

Pl02 

Pl05 

Pl08 

PIIO 

Pl l 5 

Pl20 

Pl22 

Pl23 

U007 

U009 

7 Revised 9-26-88 



• 

APP 

Gen. Treat Store Disp. Trans. 

UO!O 

UOl2 

UOl6 

UOl8 

UOl9 

U022 

U029 

U031 

U036 

U037 

U041 

U043 

U044 

U046 

U050 ' . 
U051 

U053 

U061 

U063 

U064 

U066 

U067 

U074 

U077 

U078 

U086 

U089 

Ul03 

Ul05 

UI08 

Ul 15 

U122 

Ul24 
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APP 

Gen. Treat Store Disp. Trans. 

Ul29 

Ul30 

Ul33 

Ul34 

Ul37 

Ul51 

Ul54 

U155 

Ul57 

Ul58 

Ul59 

Ul71 

Ul77 

Ul80 

Ul85 
' 

Ul88 

Ul92 

U200 

U209 

U210 

U21 l 

U219 

U220 

U221 

U223 

U226 

U227 

U228 

U237 

U238 

U248 

U249 

9 Revised 9-26-88 



RCRA LAND DISPOSAL RESTRICTION INSPECTION 

GENERATOR CHECKLIST 

GENERATOR REQUIREMENTS 

A. BDAT Trestability Group - Treatment Standards Identification 

I. F-Solvent Wastes: Does the generator correctly determine the 
appropriate treatability group of the waste? 

-.L.Ycs No NA 

If yes, check the appropriate treatability group. 

Wastewaters containing solvents (less than or equal to I% TOC 
by weight) 
Pharmaceutical wastewater containing 
spent methylene chloride 

__I.L' All other spent solvent wastes 

2. California List Wastes: Does the generator correctly determine 
the appropriate treatment st~ndard of the waste? 

' a. For liquid hazardous waste that contains PCBs at 
concentrations greater than or equal to 50 but less 
500 ppm, is the treatment in accordance with 
existing TSCA thermal treatment regulations for 
burning in high efficiency boilers (40 CFR 761.60) or 
incineration (40 CFR 761.70)? 

Yes No NA 

GEN 

If yes, specify the method: ________________ _ 

b. For liquid hazardous waste that contains PCBs at 
concentrations greater than or equal to 500 ppm, is 
the waste incinerated or disposed of by other 
approved alternate methods (40 CFR 761. 60 (e))? 

Yes No NA 

If yes, specify the method and state whether the facility has 
submitted a written request to the Regional 
Administrator or Assistant Administrator for an 
exemption from the incineration requirement: 

10 Revised 9-26-88 



B. 

3. First Third Wastes: Does the generator correctly determine the 
appropriate treatability group of the waste? 

Yes No NA 

If yes, check the appropriate treatability group. 

Wastewater (less than 1% TOC by weight and less than 1% 
filterable solids) 
Nonwastewaters 

List the waste code and check the correct treatment standard group. 

Waste Code Wastewater Non wastewater 

Waste Analvsis 

I. F-Solvent Wastes 

a. Does the generator determine whether the F-solvent waste 
exceeds treatment standards? 

_£Yes No 

How was this determination made? 

Knowledge of waste 

~Yes --~No 

NA 

GEN 

If yes, is any supporting data available for review? Describe 
how this is adequate.,_..e..~5~~--------------

TCLP 
Yes No 

If yes, provide the date of last test, the frequency of testing, 
and note any problems. Attach test results. 

11 Revised 9-26-88 



b. Does the F-solvent waste exceed applicable treatability group 
treatment standards upon generation [268.7(a)(2)]? 

VYes No NA 

If yes, specify the waste stream: 

c. Does the generator dilute the F-solvent waste as a substitute for 
adequate treatment [268.3]? 

Yes /No NA 

d. How does the generator test F-solvent waste when a process or 
waste stream changes? 

2. California List Wastes 

a. Does the generator determine whether the waste is a liquid 
according to the Paint Fjlter Liquids Test (PFLT method 9095) as 
described by SW-846? · 

Yes No NA 

b. If the waste is determined to be a liquid according to PFL T, 
is an absorbent added to the waste? 

Yes No NA 

GEN 

What type of absorbent is used? _______________ _ 
Check the types of waste to which absorbent is 
added. 

Liquid hazardous waste having a pH less 
than or equal to 2 

Liquid hazardous waste containing metals 

Liquid hazardous waste containing free cyanides 

c. Does the generator determine whether the concentration levels (not 
extract or filtrate) in the waste equal or exceed the prohibition 
levels or whether the waste has a pH of less than or equal to 2.0 
based on: 

Knowledge of wastes 

Yes __ No NA 

12 Revised 9-26-88 



GEN 

If yes, is any supporting data available for review? Describe 
how this is adequate. ___________________ _ 

Testing 
Yes No NA 

if yes, list test method used: 

d. Does the generator determine if concentration levels in the PFLT 
filtrate exceed cyanide and metals concentration levels? 

e. 

Yes __ No NA 

If yes, list test method used and constituent and concentration 
levels that exceeded prohibition levels: ___________ _ 

Does the generator dilute the waste as a substitute for adequate 
treatment [268.3]? 

Yes No NA 

3. First Third Wastes: 

a. Does the generator correctly determine the appropriate treatment 
standard of the waste? 

Yes No NA 

Note: The treatment standards for first third wastes are given in 
Appendix D. 

b. Does the genera tor determine whether the First Third waste exceeds 
treatment standards upon generation? 

Yes No Soft hammer 

If·yes, specify the waste stream: _______________ _ 

How was this determination made? 

Knowledge of waste 

Yes __ No 

If yes, is any supporting data available for review? Describe 
how this is adequate. ___________________ _ 

13 Revised 9-26-88 



c. 

TCLP 

__ Yes 

Total Constituent Analysis 

__ Yes 

No NA 

No NA 

Provide the date of last test, the frequency of testing, and 
note any problems. Attach test results. 

c. Does the generator dilute the waste as a substitute for adequate 
treatment [268.3]? 

Yes No NA 

d. How does the generator test the waste when a process or waste 
stream changes? 

,' 

Management 

I. On-Site Management 

Is restrict waste or waste that exceeds the treatment standards 
treated, stored, or disposed on-site? 

v""Yes No 

If yes, the TSO Checklist must be completed. 

2. Off-Site Management 

a. Does the generator ship any waste that exceeds the 
treatment standards to an off-site treatment or 
storage facility? 

..,,,;es No 

b. Does the generator provide notification to the 
treatment or storage facility [268.7(a)(l)J? 

No 

GEN 

~es 
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c. Does notification contain the following? 

EPA Hazardous waste number(s) 

Applicable treatment standards 

Manifest number 

Waste analysis data, if available 

_!:: Yes 

VYes 

VYes 

_.:::::_Yes 

GEN 

No 

No 

No 

No 

Identify off-site treatment or storage facilities: ~¥=:.scc.c./...,,1'-'k.>.LJ/ f=e.:.0.1-__ 
l 

d. Does the generator ship any waste that meets the 
treatment standards to an off-site disposal facility? 

__ Yes 

e. Does the generator provide notification and 
certification to the disposal facility [268.7(a)(2)]? 

C 
__ Yes No 

f. Does notificatio·n contain the following? 

EPA Hazardous waste number(s) 

Applicable treatment standards 

Manifest number 

Waste analysis data, if available 

Certification that the waste 
meets treatment standards 

Yes 

Yes 

Yes 

Yes 

Yes 

No 

No 

No 

No 

No 

Identify off-site land disposal facilities: ____________ _ 

g. Is the waste subject to a nationwide variance, case 
by case extension (268.5), or petition (268.6)? 

Yes No NA 

h. If yes, does the generator provide notification to the off-site 
receiving facility that the waste is not prohibited from land disposal 
[268.7(a)(3)]? 

Yes No 

15 Revised 9-26-88 



D. 

GEN 

i. If yes, does the notification contain the following information? 

EPA Hazardous waste number Yes No 

The corresponding treatment standards 
and all applicable prohibitions Yes No 

Manifest number Yes No 

Waste analysis data, if available Yes No 

Date the waste is subject to the 
prohibitions Yes No 

j. Does the generator retain copies of all notices and certifications for 
a period of 5 years? 

V Yes No 

Demonstration and Certification -- "Soft Hammer" Wastes /VA ,' 
a. Has the generator attempted to locate and contract with treatment 

and recovery facilities that provide treatment that yields the 
greatest environmental benefit [268.8(a)(l)]? 

Yes No 

b. Has the generator submitted to the Regional Adminstration a 
demonstration and certification containing the following information 
to document its efforts to locate practically available treatment: 

A list of facilities and facility 
officials contacted? Yes No 

Addresses Yes No 

Telephone Numbers Yes No 

Con tact dates Yes No 

Attach a copy of the demonstration and certification 

c. If the generator has determined that there is no practically available 
treatment for its wastes, has it sent documentation to EPA 
demonstrating why it was not able to obtain treatment or recovery 
for the waste? 

Yes No 

If yes, attach a copy of written discussion. 
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E. 

GEN 

d. Does the generator ship his waste off-site for treatment? 

__ Yes No 

Describe the type of treatment and treatment facilities ______ _ 

e. Did the generator send a copy of its demonstration and certification 
to the receiving facility with the first shipment of waste? 

Yes No 

f. Does the generator provide certification with each subsequent 
shipment of wastes? 

Yes No 

g. Does the generator provide the following notification to the 
receiving facility with each shipment of waste? 

(i) EPA Hazard9us waste number Yes 

(ii) Manifest number Yes 

(iii) Waste analysis data, 
if available Yes 

No 

No 

No 

h. Does the generator retain copies of all notices, demonstrations, and 
certifications for a period of 5 years? 

Yes No 

Treatment Using RCRA 264/265 Exempt Units or Processes 
(i.e., boilers, furnaces, distillation units, wastewater 

treatment tanks, elementary neutralization, etc.) 

Are treatment residuals generated from units or processes exempt 
under RCRA 264/265? 

Yes ___ No 

If yes, list types of waste treatment units and processes: 

17 Revised 9-26-88 



RCRA LAND DISPOSAL RESTRICTION INSPECTION 

TRANSPORTER CHECKLIST 

TRANSPORTER REQUIREMENTS 

A. Does the transporter accumulate waste for 
more than 10 days [268.50(A)(3)]? 

Yes No 

If yes, check the appropriate regulatory status: 
__ Interim status for storage 
__ RCRA permit for storage 

If no, describe inventory controls to ensure that wastes are not 

TRANS 

stored for more than 10 days: __________________ _ 

B. Does the transporter mix, combine, or recontainerize wastes? 

Yes No 
' 

C. Is the waste treated in an-e~empt treatment process on-site? 

Yes No 

18 Revised 9-26·88 



RCRA LAND DISPOSAL RESTRICTION INSPECTION 

TSD CHECKLIST 

TSD REQUIREMENTS 

A. General Facility Standards 

I. Does the waste analysis plan cover Part 268 
requirements [264.13 or 265.13]? 

o F-solvent 

o California List 

o First Third 

~Yes 

Yes 

Yes 

No 

No 

No 

NA 

NA 

NA 

TSD 

., 

2. Does the facility obtain representative chemical and physical analyses of 
wastes and residues? 

No 

a. What date was the wast~'analysis plan last revised? ....1...l:...'i"-'Ji'_,}c..._ ____ _ 

b. Are analyses con°ducted on-site or off-site? 

On-site ___L Off-site 

Identify off-site lab: .:;-.,_4./c; l<[ee.n - WPS. ( l,!)p,sj-, e-d,/1 S.,ens) 
l 

c. Is F-solvent waste analyzed using TCLP? 

Yes ___u:No NA 

d. Is First Third waste analyzed using the analytical method that is 
appropriate for the objective of the specified BDAT (i.e., total 
constituent analysis for destruction technologies and TCLP for 
stabilization/fixation technologies)? 

Note: 

Yes No NA 

The appropriate analytical methods (TCLP or total 
constituent) for first third wastes with specified treatment 
standards are given in Appendix D. 

e. Describe the frequency of sampling: _____________ _ 
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3. Are the operating records, including analyses and quantities, 
complete [264.73/265.73]? 

,/" Yes 

B. Storage (268.50) 

I. Are restricted wastes stored on-site? 

-.,L Yes 

If no, go to C, Treatment. 

2. If yes, check the appropriate method. 

Tanks 
Containers 

No 

No 

3. Are all containers clearly marked to identify the 
contents and date(s) entering storage? 

/ Yes No NA 

4. Do operating records track the location, quantity of the wastes, 
and dates that the wastes enter and leave storage? 

~ Yes No 

5. Do operating records agree with container labeling? 

--1::'.'. Yes No NA 

6. Do operating records contain copies of the notice, certification, and 
demonstration (if applicable) from the generator for the past 5 years? 

Yes No it/A 

TSD 
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C. 

7. Have wastes been stored for more than year since the applicable LDR 
regulations went into effect? 

Yes __:::::'No 

If yes, can the facility show that such accumulation is 
necessary to facilitate proper recovery, treatment, 
or disposal? 

Yes No 

NA 

If yes, state how: _______________________ _ 

8. Have tanks been emptied at least once per year since the applicable LDR 
regulations went into effect? 

9. 

Yes _JL... No __ NA 
, 4 -r, , • • r= ,..,f ..;:.....~1 I ,-,e_ ~-"!-~ l.<I '.., 

If yes, do the operating records show that the 
volume of waste removed from tanks annually equals 
or is more than the tank volume? 

· .. ___ Yes No 

Are all tanks clearly marked with a description of the contents, 
the quantity of wastes received, and date(s) entering storage, 
or is such information recorded and maintained in the operating 
record? 

No NA 

Treatment 

I. Does the facility treat restricted wastes other than in surface IV ff 
impoundments? 

Yes No 

If no, go to D, Treatment in Surface Impoundments. 
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2. Describe the treatment processes: 

3. Does the facility, in accordance with an acceptable waste 
analysis plan, determine whether the residue or residue extract 
(for treatment standards expressed as concentrations in the 
waste extract) from all treatment processes is less than 
treatment standards [268.7(b)J? 

Yes No 

4. Is dilution used as a substitute for treatment? 

Yes No 

6. Are notifications, demonstration, and certification (if 
applicable) prepared by the generators kept in the facility's 
operating record? 

Yes No 
,' 

7. Does the facility ship, any waste or treatment residue that meets the 
treatment standards to an off-site disposal facility? 

Yes No 

If yes, does the treatment facility provide notification and 
certification to the disposal facility? 

Yes No 

If yes, does notification contain the following? 

EPA Hazardous waste number(s) 

Applicable treatment standards 

Manifest number 

Waste analysis data, if available 

Certification that the waste meets the 
treatment standards 

Yes 

Yes 

Yes 

Yes 

Yes 

NA 

TSD 

No 

No 

No 

No 

No 

Identify off-site disposal facilities: ________________ _ 
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D. 

8. Does the facility ship any "soft hammer" waste to an off-site disposal 
facility? 

__ Yes No NA 

If yes, does the treatment facility send a copy of the generator's 
demonstration (if applicable) and certification to the disposal facility? 

Yes No 

Treatment In Surface Impoundments 

TSD 

I. Are restricted wastes placed in surface impoundments for treatment? /!IA 
Yes 

If no, go to E, Land Disposal. 

No 

2. If yes, did the facility submit to the Agency the waste analysis plan and 
certification of compliance with minimum technology and ground-water 
monitoring requirements? 

, 
Yes No 

3. If the minimum technology requirements have not 
been met, has a waiver been granted for that unit? 

Yes No 

4. Are representative samples of the sludge and supernatant 
from the surface impoundment tested separately, 
acceptably, and in accordance with the sampling frequency 
and analysis specified in the waste analysis plan? 

Yes No 

Attach test results. 

NA 

5. Do the hazardous waste residues (sludges or liquids) exceed the 
treatment standards specified in 268.4 l, or where no treatment 
standards are established for a waste, the applicable prohibition 
levels? 

Yes No 
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6. Provide the frequency of analyses conducted on treatment 
residues: 

TSD 

------------------------------

7. Does the operating record adequately document the results 
of waste analyses performed in accordance with 268.41? 

Yes No 

8. Do the hazardous waste residues exceed the treatment 
standards (268.41) or do not meet the prohibition levels? 

Sludge 

Supernatant 

Yes 

Yes 

No 

No 

a. If yes, are sludge and supernatant removed adequately on an annual 
basis? 

Yes No 

b. Are adequate·.precautions taken to protect liners, and 
do records indic'ate that liner integrity is inspected? 

Yes No 

c. Are residues subsequently managed in another surface 
impoundment? 

Yes No 

d. Are residues treated prior to disposal? 

Yes No 

If yes, are waste residues treated on-site or off-site? 

On-site Off-site 

Identify treatment method: __________________ _ 
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£. Land Disposal /(//j 

J. Are restricted wastes placed in land disposal units such as 
landfills, surface impoundments, waste piles, wells, land treatment 
units, salt domes/beds, mines/caves, or concrete vault or bunker? 

Yes No 

TSD 

Note: Do not include surface impoundments addressed in D, Treatment 
in Surface Impoundments. 

If yes, specify which units and what wastes each unit has 
received: 

2. Are these wastes disposed of in a new, replacement, or 
laterally expanded landfiH or impoundment that meets the 
minimum technology requirements (double liner and leachate 
collection) and groundwater monitoring? 

Yes No 

3. Does the facility operating record have notices, certifications, and 
demonstration (if applicablel

0

from generators/storer/treaters for 5 years 
[268.7(c); 268.7(a),(b}]?. · 

Yes No 

4. Does the facility obtain waste analysis data or test the wastes (according 
to the waste analysis plan) to determine that the wastes comply with the 
applicable treatment standards [268.7(c)]? 

Yes No 

If yes, at what frequency? _____________________ _ 

5. If restricted wastes that exceed the treatment standards are placed in 
land disposal units (excluding national capacity variances) 
[268.30(a)J, does facility have an approved waiver based on no 
migration petition [268.6], an approved ease-by-case capacity 
extension [268.5], or variance [268.44]? 

Yes No 

6. Does the facility dispose of restricted wastes that are subject to a 
national capacity variance? 

Yes No 
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TSD 

7. Does the facility have notices [268.7(a)(3)] and records of disposal for 
disposed wastes that are subject to a national capacity variance, case-by
case extensions [268.5], or no migration petitions [268.6]? 

Yes __ No NA 

8. What is the volume of the restricted wastes disposed of to date? 

9. If the facility has a case-by-case extension, is the facility 
making progress as described in progress reports? 

Yes No 

/ 
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APPENDIX A 

SOLVENT IDENTIFICATION CHECKLIST 

J. Does the handler generate any of the following FOO! 
constituents (Le~ spent halogenated solvents used in 
degreasing) as a result of being used in the process either 
in pure form or commercial grade? 

tetrachloroeth ylcne __ Yes --No 
trichlorocthylene __ Yes --No 
methylene chloride __ Yes --No 
l, 1, I -trichloroethane v'¥es --No 
carbon tetrachloride __ Yes --No 
chlorinated fluorocarbons __ Yes __ No 

2. Does the handler generate any of the following F002 
constituents (i.e., spent halogenated solvents) as a result of 
being used in the process either in pure form or 
commercial grade? · 

tetrachloroeth y Jene ' Yes No -- --trichloroethylene __ Yes --No 
methylene chloride __ Yes --No 
I, 1, 1-trichloroe thane --Yes --No 
chlorobenzene __ Yes --No 
trichlorofl uoromethane __ Yes --No 
1, I ,2-trichloro-1,2,2-tr if! uoroetha n e __ Yes --No 
orth o-di chloro benzene __ Yes --No 

3. Does the handler generate any of the following F003 
constituents (i.e., spent nonhalogenated solvents) as a 
result of being used in the process either in pure form or 
commercial grade? 

:xylene 
acetone 
ethyl acetate 
ethyl benzene 
ethyl ether 
methyl isobutyl ketone 
n-butyl alcohol 
cyclohc:xanone 
methanol 

__ Yes 
_cYes 
__ Yes 
__ Yes 
__ Yes 
__ Yes 
__ Yes 
__ Yes 
_.:,L'{es 

__ No 
__ No 
__ No 
__ No 
__ No 
__ No 
__ No 
__ No 
__ No 

If the F003 waste stream has been mixed with a solid waste, 
does the resultant mixture exhibit the ignitability 
characteristic? _Yes _No 
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4. Does the handler generate any of the following F004 
constituents (i.e., spent nonhalogenated solvents) as a 
result of being used in the process either in pure form or 
commercial grade? 

cresols and cresylic acid 
nitrobenzene 

__ Yes __ No 
__ Yes __ No 

5. Does the handler generate any of the following FOOS 
constituents (i.e., spent nonhalogenated solvents) as a 
result of being used in the process either in pure form or 
commercial grade? 

toluene Yes __ No 
methyl ethyl ketone vYes __ No 
carbon disulfide __ Yes __ No 
isobutanol __ Yes --No 
pyridine __ Yes __ No 

6. Are any of the constituents listed in questions I through 
5 used for their "solvent" properties -- that is to solubilize 
(dissolve) or mobilize other constituents? The following 
questions will be helpful in confirming this determination. 

(a) Are the constituents used as chemical carriers? 
,' __ Yes __ No 

If yes, list the constituents'. 

(b) Are the constituents used for degreasing/cleaning? 
i./Yes __ No 

If yes, list the cons ti tuen ts. 

(c) Are the constituents used as diluents? 
__ Yes __ No 

If yes, list the constituents. 

(d) Are the constituents used as extractants~ 
..JL_Yes 

A-2 

__ No 
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If yes, list the constituents. 

~+L,a , .. C' i 

(e) Are the constituents used for fabric scouring? 
__ Yes __ No 

If yes, list the constituents. 

(f) Are the constituents used as reaction and synthesis media? 
__ Yes __ No 

If yes, list the constituents. 

If the responses to 11uestions 1 through 6 led the inspector to 
believe that the waste may be an F-so!Yent, answer question 7. 

7. Are any of the above constituents spent solvents? (A solvent 
is considered "spent' when it has b~en used and is no longer 
usable without being regenerated, reclaimed, or otherwise 
reprocessed.) ·s ~es __ No 

8. If the waste is a mixture of constituents as determined in 
questions I through 6, give the concentration before use of ill the 
constituents in the solvent mixture/blend. For example: 

5% 
2% 

25% 
68% 

100% 

methylene chloride 
trichloroethylene 
1, I, I -trichloroethane 
mineral spirits 

If the waste stream is a mixture containing a total of 10% 
or more (by volume) of one or more of the FOOi, F002, F004, 
or F005 listed constituents before use, it is a listed waste. 

With respect to the F003 solvent wastes, if, before use, the 
waste stream is mixed and contains Q..!lly F003 constituents, it 
is a listed waste. For example: 

33% 
16% 
~ 
100% 

acetone 
methanol 
ethyl ether 
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RCRA INTERIM STATUS INSPECTION FORM 

Faci1 ity 
Address: 

Name: UC ,4g C<ltbci"' Ca Date of Inspecti o:o""d _ _.1 ....... s ..... Z .... 8~----
//7C5 /JJa.d,'so!:2 Ave Clev,lo.,wJ,J4y1ol HWFB tt: QA -1£-01"3~ 

County: 
-=----P ...... ,x...o,_, ....,.13<?""-"':,c---""b=O...._d'_..] _________ USEPA ID #: cJH:D <!>O 'i lb 7 :¾fr'.~ 

Co/aboc,o., Facility Phone tt: (.).Jb) 5).."1-37S J 

Facility Contact: /l).;}e, /ii J/,oVi Facility Contact Phone#:(;1.Jb) 5.lj-.375/ 
_1 ______ ,,_ ________ Safety Equipment # : _______ _ 

Inspector ( s) Name ( s): G, ce.c) -,-;.)' /er , fJ/Ja r:,'c.,.., fl\:l""eYs 

STATUS 
Cond . Ex. SQG_ SQG_ Generator/ Transporter_ Treatment_· Storage_L Disposal_ 
ACTIVITIES 
Containers &/'ranks v" Surface Impoundments_ Incineration/Thermal treatment_ 
Waste pile_ Land treatment_ Landfill_ Groundwater monitoring_ 
Used oil burner_ Hazardous waste fuel burner/blender_ 

1 . 

2 . 

Does the facility produce "d iscarded materials" as defined in 
3745-51-02(A)? -~~ 

Are they: 
a. Abandcned(disposed;incinerated;accumulated, stored, or 

treated prior to disposal)? 
b. Recycled? 
c. Inherently waste-like?(F020,F021,F022,F023,F026,F028)? 

Y/N/NA REMARK 1* 

+-

3. If recycled or accumulated, treated or stored before 
recycling, is the waste: 
a. Used in a manner constituting disposal? 1114-
b. Burned for energy recovery? 
c. Reclaimed? (Refer to Table 1 of 3745-51-02) 
d. Accumulated speculatively? 

4. Is the material recycled by being: 
a. Used or reused as an ingredient in an in9ustrial process to 

make a product without prior reclamation? dA 
b. Used as an effective substitute for commercial products? 
c. Returned to the original process from which it was generated 

without prior reclamation as a substitute for a raw material 
feedstock? 
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5. 
6. 
7. 
8. 

9. 

10. 
11. 

Y/N/NA REHARK ~ 

Are LOR wastes generated? If so, complete appr~priate LDR checklist. Y 
Has the facility submitted a Part A to Ohio? 1Y 
If yes, is it c,::;,,plete and accurate? ly 
If not a~~urate, has a PCR been submitted? If yes, what date was ~ 
the PCR submitted? .d..__;_ 
Is the facility operating in compliance with the terms and conditions 
of its HWFB permit? £ 
Has the facility submitted a Part B? 
Was advance notice of the inspection given? If so, how far in 
advance? f-
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REMARKS. GENERAL INFORMATION. 
Include 11st of wastes being generated/managed at the site and a brief description of site 
activity and waste handling. 

~ o..tcltJ"'-'::, {µ(}.S+<:.5 av-e. ft"e..se.nt/7 l,e}"''.:) D"'"""'+,.J. '" 'fh,e"- o..re<AS: . 

{Z_ + I {) I i .... ..L-.(YJ I. IL,.... ... , ~u-uoJ.,.-......s.pe,,\l•O..,,._ - pCrC') Ni' ,-:c:1~ rroou.c--,./On - W(J..,)7"'- e+,.,._,.,, r-tltJ..;;,J .., ., I 

1Vc+e. ik+ 1°'h'.. ·• )(e1.~ b"-}e...." pr9t.ess /,•.,._ wc...s. e,l~s ,o,.,+.',, "-"·"L «.S "''Ll

'tke.. f<'•',-,+ be~ ,.,.,._;.L(·.u:u.s·hs. , 
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~~c 3745-52 GENERATOR REQUIREMENTS (40 CFR Part 262) 

1 • 

2. 

3. 

4. 

Have the wastes generated at this facility been evaluated as 
required under 3745-52-11 (262.11)? 

Does this facility generate any hazardous wastes that are excluded 
from regulation under 3745-51-04 (261.4)? 

Does this facility have waste or waste treatment equipment that is 
excluded from regulation because of totally enclosed treatment 
[3745-65-01] (265.1(c)(9)) or via operation of an elementary 
neutralization unit and/or wastewater treatment unit 
[3745-65-01] (265.1(c)(10))? 

Is the generator classified as a Small Quantity Generator (SQG) 
or conditionally exempt SQG? 
If so, complete appropriate checklist. 

5. Does the generator meet the following requirements with respect to 
the preparation, use and retention of the hazardous waste manifest: 

a. 

b. 

c. 

d. 

e. 

f. 

A 11 hazardous wastes shi pped.'-off-s i te have been accompanied 
by a ccmpleted manifest usin'g the most recently revised 
USEPA form 8700-22? 
The manifest form used contains all the information 
required by 3745-52-20 (262.20) and the minimum number 
of copies required by 3745-52-22 (262.22)? 
The generator has designated at least one permitted 
disposal facility and has/will designate an alternate 
facility or instructions to return waste in compliance 
with 3745-52-20(C)(D)(E) (262.20)? 
Prepared manifests have been signed by the generator and 
initial transporter in compliance with 3745-52-23(A)(1&2) 
(262.23)? 
The generator has complied with manifest exception 
reporting requirements in 3745-52-42 (262.42(a))? 
Signed copies of all hazardous waste manifests and any 
documentation required for Exception Reports are retained 
for at least 3 years as required by 3745-52-40 (262.40)? 

- 4 -
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"· Does the generator meet the fol lowing hazardous waste pre-transport 
requirements: 

7. 

a. Prior to offering hazardous wastes for transport off-site, 
the waste material is packaged, labeled, and marked in 
accordance with applicable DOT regulations [3745-52-30, 
3745-52-31, and 3745-52-32] (262.30, 262.31, 262.32)? 

b. Prior to offering hazardous waste for transport off-site, 
each container with a capacity of 110 gallons or less is 
affixed with a completed hazardous waste label as required 
by 3745-52-32 (262.32)? 

c. Prior to offering hazardous wastes for transport off-site, 
the generator meets requirements for properly placarding 
or offering to properly placard for the initial transporter 
of the waste material in compliance with 3745-52-33 
(262.33)? 

Does the generator import or export hazardous waste? 

If so, are the wastes handled'in accordance with the 
requirements of 3745-52-50 (262.50)? 

' 8. If the generator elects to accumulate hazardous waste on-site in 
containers or tanks for 90 days or less without a hazardous waste 
facility installation and operation permit as provided under 
3745-52-34 (262.34), are the following requirements with respect to 
such accumulation met: 

a. 

b. 

c. 

The containers or tanks are clearly marked with the 
words "Hazardous Waste"? 
The date that accumulation began is clearly marked on 
each container? 
If the waste is accumulated in containers, the generator 
is complying with OAC 3745-66-71 to 3745-66-74 and 
3745-66-76 to 3745-66-77? Complete 
Management of Containers checklist. 

- 5 -
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9. 

10. 

11. 

d. 

e. 

Y/N/NA REMARK~ 

If the waste is accumulated in tanks, the generator is 
complying with OAC 3745-66-90, 3745-66-91, 3745-66-92, 
3745-66-94, and 3745-66-97 to 3745-66-99 except 
OAC 3745-66-97(C)? Complete Storage and Treatment in Tanks 
checklist. -j-
If the generator accumulates waste at or near the point of 
generation which is under the control of the operator of 
the process generating the waste as allowed by 
3745-52-34(C) are the following requirements met: 
1. Quantities of waste accumulated do not exceed 55 

gallons at any time? 
2. Quantities of acutely hazardous waste accumulated do 

not exceed 1 quart at any one time? 
3. If the generator is accumulating hazardous waste in 

accordance with e.1 or e.2, above, has the generator 
marked the containers with words "Hazardous Waste" 
or with other words identify the contents of the 
container and is the generator complying with 
OAC 3745-55-71, 3745-55-72, 3745-55-73(A), 
3745-55-76, and 3745-55-77? 

4. If the generator·accumul~tes hazardous wastes in excess 
of the amounts ltsted in either e.1 or e.2, above, did 
the generator comply with 3745-52-34(A) (262.34(a)) 
within three (3) days and mark the container holding 
the excess accumulation with the date the excess 
accumulation began accumulating? 

Has the genertcr accumulated hazardous wastes in excess of 
ninety (90) days? 

Has the generator been granted an extension by the Director/ 
Regional Administrator fer accumulation in excess of ninety 
(90) days? 

Has the generator treated, stored, disposed of, transported or 
offered for transportation hazardous waste without having obtained 
a USEPA identification number from the Administrator as required 
under 3745-52-12 (262.12)? 

- 6 -



12. 

13. 

14. 

15. 

Y/N/NA REMARK~ 

Does the generator provide a Personnel Training Program in 
compliance with 3745-65-16(A)(B)(C) (265.16) including instruction 
in safe equipment operation and emergency procedures, training 
new employees within 6 months and providing an annual training 
program refresher course? [3745-52-34(A)(4)] (262.34) _IV~-

Does the generator keep all of the records required by 
3745-65-16(D)(E) (265.16) including written job titles, job 
descriptions and documented employee training records? 
[3745-52-34(A)(4)] (262.34) 

Has the generator filed annual reports on or before March 1st 
of the next calendar year as required by 3745-52-41? 

Does the generator comply with the applicable requirements for 
owners or operators of hazardous waste facilities? Complete 
"Preoaredness and Prevention'' and ·continoencv Plan and Emergency 
Procedures· checklists. 

REMARKS, GENERATOR REQUIREMENTS 

- 7 -
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\C 3745-65-et seq. GENERAL FACILITY STANDARDS (40 CFR Part 265, SUBPART Bl 

1. Does the owner/operator (o/o) have a detailed chemical and physical 
analysis of the waste material containing all of the infor-
mation which must be known to properly treat or store the 

Y/N/NA REMARK" 

waste as required by 3745-65-13(A)(1) (265.13(a))? -f-
2. Does o/o have a written waste analysis plan which describes 

analytical parameters, test methods, sampling methods, 
testing frequency and responses to any process changes that 
may affect the character of the waste. [3745-65-13(8)] 
(265.13(b)) Ill j 

3. a. 

b. 

Would physical contact wfrh the waste structures or 
equipment injure unknowing/unauthorized persons or livestock 
entering the facility? [3745-65-14(A)(1)] (265.14(a)(1)) 
Would disturbance of the waste cause a violation of 
the hazardous waste regulations? [3745-65-14(A)(2)] 
(265.14(a)(2)) 

/ 

/ 

IF BOTH 3A and 38 ARE NO, MARK QUESTrONS 4 AND 5 NOT APPLICABLE. 
' 

4. Does the facility have -

5. 

6. 

a. 
b. 

A 24-hour surveillance system, or 
An artificial or natural barrier and a means to control 
entry at all times [3745-65-14(B)(2)(a and b)] 
(265.14(b)(2)) 

Does the facility have a sign "Danger-Unauthorized Personnel 
Keep Out" at each entrance to the active portion of the facility 
and at other locations as necessary. [3745-65-14(C)](265.14(c)) 

a. 

JV 

l 
Has the o/o developed and followed a comprehensive, 
written inspection plan and documented the inspections, 
malfunctions and any remedial actions taken in an 
operating record log which is kept for at least three 
years. [3745-65-15] (265.15) I 

- 21 -
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7. 

b. Are areas subject to spills (i.e., loading and 
unloading areas, etc.) inspected daily when in use 
and according to other applicable regulations when not 
in use. [3745-65-15(6)(4)] (265.15(b)(4)) 

Has the o/o provided a Personnel Training Program in compliance 
with 3745-65-16(A)(B)(C) including instruction in safe equip
ment operation and emergency response procedures, training new 
employees within 6 months and providing an annual training 
program refresher course. (265.16(a)(b)(c)) 

8. Does o/o keep all records required by 3745-65-16(D)(E) 
including written job titles, job descriptions and 
~ocumented employee training records. (265.16(d)(e)) 

9. If Ignitable, Reactive or incompatible wastes are handled, 
does the facility meet the following requirements? 
[3745-65-17](265.17) 

a. 
b. 
c. 

d. 

' Protection from sources of :1gnition. 
Physical separation:of incompatible waste materials. 
"No Smoking" or "No Open Flames" signs near areas where 
Ignitable or Reactive wastes are handled. 
Comingling of waste materials is done in a controlled, 
safe manner as prescribed by 3745-65-17(8) (265.17(b) 

- 22 -
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r·c 3745-65 PREPAREDNESS AND PREVENTION (40 CFR PART 265 SUBPART C) 

1. 

2. 

3. 

Is the facility operated to m1n1m1ze the possibilty of fire, 
explosion, or non-planned release of hazardous waste? 
[3745-65-31] (265.31) 

Has there been a fire, explosion or non-planned release of 
waste at the facility? 

If required due to actual hazards associated with the waste, 
does the facility have the following equipment: 
[3745-65-32(A)(B)(C)(D)] (265.32) 
a. Internal alarm system? 
b. Access to telephone, radio or other device for summoning 

emergency assistance? 
c. Portable fire control equipment? 
d. Water of adequate volume and pressure via hoses, sprinkler, 

foamers or sprayers? 

4, Is all required spill control and dec·ontamination equipment, fire 
and commun i cat i ans equipment· ·tested ·and maintained as necessary? 
[3745-65-33] (265.33) 

5. If required due to the actual hazards associated with the waste, 
personnel have immediate access to an emergency communication 
device during times when hazardous waste is being physically 
handled? [3745-65-34] (265.34) 

6. If required due to the actual hazards associateed with the waste, 
adequate aisle space to allow unobstructed movement of emergency 
or spill control equipment maintained? [3745-65-35] (265.35) 

do 

is 

7. If required due to the actual hazards associated with the waste, 
has the facility attempted to make appropriate arrangements with 
local authorities to familiarize them with the possible hazards and 
the facility layout? [3745-65-37(A)] (265.37(a)) 

- 23 -
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Y/N/NA REMARK~ 

8, Where state or local emergency service authorities have declined 
to enter into any proposed special arrangements or agreements, has 
the refusal been documented. [3745-65-37(8)] (265.37(b)) /IA 

r 
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C 3745-65 CONTINGENCY PLAN AND EMERGENCY PROCEDURES (40 CFR PART 265 SUBPART D) 

Y/N/NA REMARK~ 

1. Does the o/o have a written Contingency Plan designed to 
minimize hazards from fire, explosions or unplanned releases of 
hazardous wastes which contains the following components for the 
facility? [3745-65-52(A)(B)(C)(D)(E)] (265.52): 

a. Actions to be taken by personnel in the event of an 
emergency incident? 

2 
V 

b. Arrangements or agreements with local or state 
emergency authorities? 

c. Names, addresses and telephone numbers of all persons 
qualified to act as emergency coordinator? 

IY 
y 

2. 

3. 

d. A list of all emergency equipment including location, 
physical description and outline of capabilities? 

e. If required due to the actual hazards associated with 
the waste handled, an evacuation plan for facility 
personnel? [3745-65-52(F)] (265.51(f))? 

r 
Is a copy of the Contingency Plan and any plan revisions maintained 
on-site and has been submitted. to a 11 local and state emergency 
·service authorities that might be required to participate in the 
execution of the plan? [3745-65-53(A)(B)] (265.53) 

Is the plan revised in response to rule changes, facility, equipment 
and personnel changes or failure of the plan? [3745-65-54] (265.54) 

4. Is an emergency coordinator who is familiar with all aspects of site 
operation and emergency procedures who has the authority to implement 
all aspects of the Contingency Plan designated at all times (on-site 

( 

\/ 
7 

or on-call)? [3745-65-56(A-J)] (265.56) --j--
5. If an emergency situation has occurred, has the emergency coordinator 

implemented all or part of the Contingency Plan and taken all of the 
actions and made all of the notifications deemed necessary under 
3745-65-56(A-J). (265.56(a-j)) !YA: 
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C 3745-65 MANIFEST SYSTEM/RECORDS/REPORTING (40 CFR PART 265, SUBPART El 

NOTE: THE FOLLOWING REQ~ 
$UIREMENTS ARE APPLICABLE TO BOTH ON-SITE AND OFF-SITE TREATMENT, STORAGE AND DISPOSAL 
FACILITIES. 

Y/N/NA REMARK tt 

1. Does the o/o maintain a written operating record at the 
facility as required by 3745-65-73(A) (265.73) which contains 
the following information: 

a. 

b. 

c. 

d. 

e. 

f. 

g. 

h. 

i . 

j. 

Description and quantity of each hazardous waste treated, 
stored or disposed of within the facility and the date and 
method pertinent to such treatment, storage or disposal? 
[3745-65-73(8)(1)] (265.73(b)(1). y __ 
Common name, EPA Hazardous Waste Identification Number ~ 
and physical state (solid, liquid, gas) of the waste? -!--
The estimated (or actuai) weight, volume or density of the /., 
waste materi a 1? :..___t._ 
A description of the method(s) used to treat, store or / 
dispose of the waste using the EPA handling codes listed in 
Table 2 of OAC 3745?:(Part 2S5, Appendix I, Table 2) 
The present physical Tbcation of each hazardous waste 
within the facility? 
Records of incidents which require implementation of the 
Contingency Plan? 
FOR DISPOSAL FACILITIES, the location and quantity of 
each hazardous waste recorded on a map of the facility 
and cross-references to any pertinent manifest document 
numbers? [3745-65-73(6)(2)] (265.73(b)(2)) 
Records of any waste analyses and trial tests required 
to be performed? 
Records of the inspections required under 
3745-65-15 (265.15) (General Inspection RP~uirements)? 
Records of any monitoring, testi~,g, or analytical data 
required under other ~~oparts as referenced by 
3745-e5-73(B)(6);(265.73(b)(6))? 

- 26 -

\.j 

I 

+-
!VB: 

-f
+-
-f-



2. 

NOTE: 

3. 

4. 

5. 

k. Records of closure cost estimates and post-closure 
(DISPOSAL ONLY) cost estimates required under 
OAC 3745-66 (Part 265 Subpart G)? 

Has the o/o submitted an annual (bienniel) Treatment-Storage
Disposal Operating Report (by March 1) containing all of the 
operating information required under 3745-65-75 (265.75)? 

THE FOLLOWING REQUIREMENTS ARE APPLICABLE ONLY TO OFF-SITE TSDS. 

Are manifests received by the facility signed and dated? 
Is one copy given to the transporter, one copy sent to the 
generator within 30 days and one copy kept for at least 3 years? 
[3745-65-71(A)] (265.71) . 

a. If shipping papers are used in lieu of manifests 
(bulk shipments, etc.), are the same requirements met 
[3745-65-71(8)] (255.71(b))? 

b. Are any significant discrepancies in the manifest, as 
defined in 3745-65-72(A) (26~.72(a)) noted in writing 
on the manifest doc(JJ11ent. 

Have any manifest discrepancies been reconciled within 15 days 
as required by 3745-65-72(8) (265.72(b)) or has the o/o submitted 
the required information to the Director/Regional Administrator? 

If the facility has accepted any unmanifested hazardous wastes 
from off-site sources for treatment, storage, or disposal, has 
an unmanifested waste report containing all the information 
required by 3745-65-76(A) (265.76) been submitted to the 
Director/Regional Administrator within 15 days? 
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L ,.; 37 45-66 CLOSURE AND POST-CLOSURE ( 40 CFR PART 265, SUBPART G) 

1. ls a written closure plan on file at the facility which 
contains the following elements: [3745-66-12] (265.112)? 

a. A description of haw each hazardous waste management 
unit will be closed in accordance with 265.11. 

b. A description of how final closure will meet the 
requirements of 3745-66-11 (265.111). 

c. An estimate of the maximum amount of hazardous waste 
in inventory. 

d. A description of steps taken to remove or decontaminate 
facility equipment containment systems, structures, 
soils, and all hazardous waste residues. 

e. The year closure is expected to begin and a schedule 
far the various phases of closure. 

f. A description of other activities necessary to ensure 
closure with the performance standards including 
ground water monitoring, leachate collection, and 
run-off control. ' 

2. Has the closure plan (and post-closure plan, if applicable) been 
amended 60 days prior to any changes 1n facility design, 
processes, or closure dates or 60 days after an unexpected event 
occurs which effects the closure plan? 
[3745-66-12(C)] (265.112(c)) 

3. Has the closure plan (and post-closure plan, if applicable) 
for surface impoundment, waste pile, land treatment or 
landfill units been submitted to the Director/Regional 
Administrator 180 days prior to beginning the closure process 
or 45 days if only have tanks, container storage or incinerator? 
[3745-66-12(0)] (265.112(d)) 

4. Has the closure plan (and post-closure plan, if applicable) 
for tank, containers storage or incinerator units been submitted 
to the Director/Regional Administrator 45 days prior to 
beginning the closure process? [3745-66-12(0) (265.112(d)) 

V/N/NA REMARK tt 



5. Within 90 days of receipt of the final volume of waste or 
Director's plan approval, if that is later, was all hazardous 
waste treated, removed, or disposed in accordance with the 
approved plan? [3745-66-13(A)] (265.113(a)) 

6. Was closure completed in accordance with the approved plan 
within 180 days after receipt of final volume of waste or 
approval of the plan, if that is later? [3745-66-13(8)] 
(265.113(b)) 

7. Did the onwer/operator submit to the Director/Regional 
Administrator, within sixty (60) days after completion of 
closure, certification by both the owner/operator and an 
independent registered professional engineer that the 
facility has been closed in accordance with the approved 
closure plan? [3745-66-15] (265.115) 

Y /N/NA REMARK tt 

8. What permitted units at the facility have been closed in accordance 
with an approved Closure Plan? 

' 
9. If closure was partial, list-t,he reg.ulated units which remain in 

use at the faci ilty: ' 

10. If required, has the facility prepared a written post-closure plan? 
[3745-66-18] (265.118) 

11. Does the post-closure plan include: 

a. A description of proposed ground water monitoring? 
b. A description of planned maintenance activities? 
c. The name, address and phone number of person/office 

to contact during the post-closure period? 

12. For disposal facilities, has the owner/operator submitted to local 
land authorities and the Director a survey plat within 60 days after 
certification of tlosure? [3745-66-19] (265.119) 
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13.~96Has the owner of the property on which a disposal unit is located 
recorded an the deed that: 

a. The land has been used ta manage hazardous waste and 
the type, quantity and location of waste? 

b. Land use is restricted pursuant to 3745-66-17? 
[3745-66-10] (265.119) 

- 30 -
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r '3745-66 USE AND MANAGEMENT OF CONTAINERS (40 CFR PART 265, SUBPART I) 

1 . 

2. 

3. 

4. 

Are 
a. 
b. 
c. 

hazardous wastes stored in containers which are: 
Closed [3745-66-73(A)] (265.173)? 
In good condition [3745-66-71] (265.171)? 
Compatible with the wastes stored in them [3745-66-72] 
(265.172)? 

Are containers stored closed except when it is necessary to 
add or remove wastes? [3745-66-73(A)] (265.173(a)) 

Are hazardous waste containers stored, handled and opened in 
a manner which prevents container rupture or leakage? 
[3745-66-73(8)] (265.173(b)) . 

Is the area where containers stored inspected for evidence of 
leaks or corrosion at least weekly? [3745-66-74] (265.174) 
[documentation of inspections required under 3745-65-15 for TSDs] 

5. Are containers holding ignitable or reactive waste located at 
least 50 feet (15 meters) from,the facility's property line? 

6. 

[3745-66-76] (265.176) ' 

Are containers holding hazardous wastes stored separate from 
other materials which may interact with the waste in a 
hazardous manner? [3745-66-77(C)] (265.177(c)) 
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'AC 3745-66 STORAGE ANO TREATMENT IN TANKS (40 CFR PART 265, SUBPART J) 

Applicability: This checklist applies to owners or operators of facilities that use tank 
systems for storing or treating hazardous waste. 

Note: Tanks used to store or treat hazardous wastes containing no free liquids and that 
are inside a building with an impermeable floor, the Paint Filter Liquid Test 
must be used to confirm the absence or presence of liquids in the waste and tanks 
and sumps used as part of a secondary containment system are exempt from 
3745-66-93 (265,193). 

For generator who store wastes in tanks for less than 90 days use items 1-5, 18 and 22-25. 
Except that compliance with with 3745-66-97(C) (265,197) is not required. 

Y/N/NA REMARK~ 

1. For existing tank systems without secondary containment that 
meets 3745-66-93 (265.193) standards, does the owner/operator (o/o) 
have a written assessment on file at the facility that meets all 
of the following requirement? [3745-66-91(A)(B)] (265.191(a)(b)) ;./ 

2. 

a. 
b. 
c. 

d. 
e. 
f. 

g. 

It is certified by an independent Professional Engineer (P.E.). 
Design standards have be·en, considered. 
The characteristics of hazardous waste(s) that have been 
or will be handled have been considered. 
Corrosion protection measures have been considered. 
The age of the tank system has been estimated or documented. 
A leak test for non-enterable underground tanks has been 
conducted. 
A leak test or an internal inspection by qualified P.E. has 
been conducted for other than non-enterable underground tanks. 

For tanks used to store or treat wastes which become hazardous 
wastes after July 14, 1986, has the o/o done the assessment 
within 12 months after the date the waste became a hazardous 
waste? (3745-66-91(C)] (265.191(c)) 
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3, For all tanks found to be leaking or unfit for use as a 
result of the assessment the o/o has complied with 3745-66-96 
265.196 [3745-66-91(0)] (265.191(d)) 

4. For new tank systems, has the o/o obtained a written assessment 
certified by an independent qualified P.E. that includes all of 
the following? [3745-66-92(A)) (265.192(a)) 

Y/N/NA REMARK# 

a. Design standards ///A-
b. The characteristics of hazardous waste to be stored or treated 
c. Corrosion protection 
d. Protection from vehicular traffic 
e. Adequacy of tank foundation, proper anchoring and effects 

of front leave. 

5. Does the o/o have on fi 1 e at the facility, written statements, 
by those persons who supervised installation or certified design 
of the new tank system, that the tank system was properly 
i nsta 11 ed, designed and that required repairs were performed 
[3745-66-92(G)] (265.192(9)), Does the statement address all 
of the following: 

a. Inspection for damage and/er inadequate construction and 
installation and a statement that deficiencies were 
corrected before the tank system was covered or put into 
use. [3745-66-92(6)] (265.192(b)) 

b. Proper backfilling; [3745-66-92(C)J (265.192(c)) 
c. Tightness test, if the tank was found not to be tight 

proper repairs were made; [3745-66-92(D)) (265.192(d)) 
d. Proper support and protection of auxiliary equipment; 

[3745-66-92(E)] (265.192(e)) 
e. Supervision of the installation of field fabricated 

corrosion protection. [3745-66-92(F)] (265.192(f)) 
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6. Has the o/o obtained a variance from the secondary 
containment requirements of 3745-66-93 (265.193) from the 
(Regional Director) (Administrator). If yes, skip items 
7 through 11. 

7. Has the o/o installed secondary containment which meets the 
requirements of 3745-65-93 (265.193) for each of the 
following classes of tank systems by the date specified. 
[3745-66-93(A)) (265.193) 

8. 

a. For all new tank systems prior to being put into service 
b. For all existing tanks used to handle waste No.'s F020, 

F021, F022, F023, F026, F027, before January 12, 1989, 
c. For existing tank system of known and documentable age, 

the later of January 12, 1989, or when the tank reaches 
15 years of age. 

d. For existing tank systems of undocumentable age, by 
January 12, 1995 unless the facility is greater than 
seven years old before the facility is fifteen years old. 

e. For tank systems used to handle materials that became 
hazardous wastes after January 12, 1987, within the time 
frames required in (a) anrj (b) above, except that the date 
the material becomes a hazardous waste plus two years must 
be substituted for January 12, 1989. 

Was the secondary containment system(s) at the facility 
desianed, installed and is operated to prevent~ migration 
of wastes or liquid to the soil, ground water, or surface 
water and is it capable of detecting and collecting releases 
and accumulted liquids. [3745-66-93(8)) (265.193(b)) 
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Y/N/NA REMARK~ 

9. Does the secondary containment system meet the following 
minimum requirements of 3745-66-93(C)) (265.193(c)): 

1 0. 

a. It is constructed or lined with compatible materials with 
sufficient strength to prevent failure. 

b. It is placed on a foundation or base capable of providing 
support. 

c. A leak detection system that is designed/operated to 
detect failure of primary or secondary containment or any 
release of hazardous waste in the secondary containment 
system within 24 hours or at earliest practicable time is 
provided. 

d. It is sloped or designed to drain and remove liquid, liquid 
(including accumulated precipitation) is removed within 
24 hours or in a timely manner. 

Is the secondary containment system for tanks a liner (external 
to the tank), vault, double-walled tank or an equivalent device 
approved by the Director/Regional Administrator? 

a. External Liner 

'( 
7 

-f-

1 • Is the external liner designed and operated to contain 
100% of the capacity of the largest tank? fl/ 

0 .. 

3. 
4. 

Is the external liner designed and operated to prevent 
run-off and infiltration into the liner; or the collection 
system has excess capacity to contain run-on and 
infiltration from a 25-year, 24-hour storm? l;y 
Is the external liner free of cracks and gaps? 
Does the external liner completely surround the tank 
and cover all earth likely to be contacted by waste 
during release? !1/ 
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b. Vault System 

1. Is the vault system designed and operated to contain 
100% of the capacity of the largest tank? 

2. Is the vault system designed and operated to prevent 
run-off and infiltration into the vault system, or 
the collection system has excess capacity to contain 
run-on and infiltration from a 25-year, 24-hour storm? 

3. Are chemically resistant water stops in place at all 
joints? 

4. Is there a compatible interior coating or lining to 
prevent migration of waste into the concrete? 

5. If ignitable or reactive waste is being managed, is the 
vault system provided with ·a means to prevent formation 
or ignition of vapors? 

6. Is the vault system provided with an exterior moisture 
barrier? 

c. Doubled-Walled Tank 

1. Is the doub 1 ed-wa 11 ed·. tank designed as an i nteg ra 1 
structure so any releaie frcm the inner tank is 
contained? 

2. If metal, are the primary tank interior and outer shell 
exterior surfaces protected from corrosion? 

3. Is the double-walled tank provided with a continuous 
leak detection system able to detect a release within 
24 hours or at the earliest practicable time? 

11. Is ancillary equipment provided secondary containment and 
inspection daily (except above ground piping)? 
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12. For tank systems for which secondary containment is not yet 
provided, does the o/o have on file at the facility a record 
of the following: 

13. 

15. 

a. For non-enterable underground tanks, a leak test conducted 
at least annually. 

b. For all other tanks, an annual leak test or internal 
inspection by an independent P.E., and 

c. For tank systems found to be leaking or unfil for use as 
a result of the above tests or inspections, thas the o/o 
complied with 3745-66-96 (265.196)? If no, this is a 
violation of [3745-66-93(I)(4)] (265.193(i)(4)) 

Has the o/o of a tank system with a variance from secondary 
containment at which a release of hazardous waste has occurred 
from the tank but has not miarated bevond the zone of engineering 
control complied with 3745-66-96(A)(B)(C)(E)(F) and 
265.196 (a)(b)(c)(e) and (f) decontaminated or removed 
contaminated soil. If soil cannot be removed, has the tank 
been closed? 

Has the o/o of a tank sys~em with a varianca from secondary 
containment at which a release of hazardous waste has occurred 
from the tank and has micrated from the zone of engineering 
control complied with 3745-66-96(A)(B)(C) and (D) (265.196 
(a)(b)(c) and (d) and 3745-66-93(G)(4)(b) and (c) and 
(265.193(g)(4)(b) and (c)? 

Has the o/o complied with the following for all tank systems 
until secondary containment is provided? [3745-66-93(I)] 
(265.193(i)) 
a. Ncn-enterable underground tanks have had an annual leak 

test? 
b. All other tanks have had an annual leak test or an 

internal inspection? 
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16. 

17. 

18. 

19. 

Does the o/o have on file at the facility a results of the 
assessments in No. 15? {3745-66-93(1)(3)] (265.93(i)(3)) 

For tanks found to be leaking as a result of assessment in 
3745-66-93(1)(1) through (3) (265 (i)(1) through (i)(3)), has 
the o/o complied with 3745-66-96 (265.196); [3745-66-93(!)(4)] 
(265.93(i)(4) 

Does the o/o follow the general operating requirements below: 
[3745-66-94] (265.94) 
a. Hazardous waste treatment reagents are not placed in the 

tank or secondary containment if they can cause the system 
to leak, rupture, corrode, or otherwise fail. 

b. The o/o uses appropriate contr·o 1 s to prevent spi 11 s or 
overflows from the system. 

c. The o/o has complied with 3745-66-96 (265.196) when a leak 
or spill has occurred. 

Has the o/o documented the inspection required in 3745-66-95 
(265.195), in the operating record of the facility, including 
the fol lowing: 
a. Spill control equipment (daily). 
b. Above ground pcrticn of the tank (daily). 
c. Data frcm leak detecticn equipment (daily). 
d. Construction materials and the immediate area surrounding 

the tank to detect signs of erosion or signs of releases 
of hazardous waste (daily). 

e. The cathodic protection system to confirm its proper 
operation within six months of its initial installation 
and annually thereafter. 

f. All sources of impressed current at least bi-monthly. 
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20. Response to leaks or spills and disposition of leaking or 
unfit for use tanks. Has the o/o of a tank system or secondary 
containment system from which there has been a leak or spill or 
which is unfit for use removed the tank from service and satisfied 
the following requirements. 3745-66-96 (265.196) 

a. Immediately ceased flow into tank and investigated cause 
of release 

b. For release from tank system, removed waste to prevent 
further release within 24 hours of detection or earliest 
practicable time. 

c. For releases to a secondary containment system removed all 
released material within 24 hours or as timely as possible 
to prevent harm to human health and the environment. 

d.· Immediately conducted a visual inspection of the release 
and prevented further migration and removed and disposed of 
any visible contamination of soil or surface water. 

e. Reported any release to the environment to the Director 
(Regional Administrator) within 24 hours unless it is less 
than 1 lb. and was cleaned up immediately. 

f. Submitted a report withiri-,30 days of the release to 
Director (Regional Administrator). 

21 . Has the o/c closed the tank system or have the fol 1 owing 
requirements been satisfied: 3745-66-96(E)(1) (265.196(e)(1) 

a. The cause of the release was a spill which did not damage 
the tank system and the o/o returned the system to service. 

b. The cause of the release was a leak from the primary tank 
and the system was repaired and returned to service. 

c. If the source of the release was a leak from a component 
without secondary containment the component was provided 
with secondary containment or visually inspected above 
ground. 
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22. 

d. The o/o has obtained certification from an independent P.E. 
if the repairs were major (i.e., installation of liner, 
repair of ruptured primary or secondary containment vessel). 

Has the o/o completed closure of the tank system in accordance 
with 3745-66-97 (265.197)? 

23. For tanks used to treat or store ignitable or reactive wastes, 
has the o/o complied with one of the following: [3745-66-98(A)] 
(265.198(a)) 

24. 

25. 

26. 

a. The waste is treated immediately after placement in the 
tank so that the resultant mixture is no longer ignitable 
or reactive and the o/o complied with 3745-65-17(8) 
(265.17(b)); or 

b. The waste is stored or treated to protect it from materials 
or conditions which may cause ignition or reaction; or 

c. The tank is used solely for emergencies. 

If ignitable or reactive waste is stored or treated is it stored 
or treated in compliance wit~ the NF?A flammable and combustible 
code (1971 or 1981)? [3745-55~17(8) (265.17(b)) is complied with? 

Has the o/o not placed incompatible wastes or materials into 
the same tank system or into a tank system that has not been 
decontaminated and which previously held an incompatible waste 
or material unless 3745-65-17(6) (265.17(b)) is complied with? 
[3745-66-99] (265,199) 

In addition to conducting the waste analysis required by 
3745-65-13 (165.13) when the tank system is used to store or 
treat a waste which is substantially different or uses a 
substantially different process than previously used, has the 
o/o done one of the following: [3745-66-99] (265.200) 
a, Conducted waste analysis and trial treatment storage tests. 
b. Obtained written documentation or similar waste under 

similar operating conditions. 
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Richard E. Neel 
Environmental Coordinator 
Union Carbide Corporation 
Carbon Products Division 
P.O. Box 6087 
Cleveland. Ohio 44101 

Dear Mr. Neel: 

Re: DHMM 
Cuyahoga County 
102-18-0132 

On July 14. 1983, I conducted an inspection of the hazardous waste handling 
faci11t1es for the Union Carbide Corporation - carbon Products Division Plant. 
During the inspection, all RCRA required records and plans were reviewed and 
the storage areas were inspected. A copy of the inspection report 1s enclosed 
for your 1nfonnatfon. This report will bec001e a part of the official records 
of the Ohio Environmental Protection Agency's Division of Hazardous Materials 
Management. and w111 also be forwarded to Mr. Jim Mayk1 of U.S. EPA - Region V. 

The inspection report indicates that this storage fac111ty locat~d at the 
Union Carbide - Carbon Products Division Plant, 11709 Madison Avenue, Lakewood. 
Ohio, 1s at this time 1n general canpliance with the applicable Ohio Hazardous 
Waste Rules OAC 3745-50 thru 3745-69 and Federal Hazardous Waste Regulations 
40 CFR 260-265. 

Your efforts fn this regard are canmendable. Please feel free to call if I 
can be of further assistance. 

Sincerely. 

Deborah J. Berg, R.S. 
District Inspector 
D1v1s1on of Hazardous Materials Man~gement 

OJO:km 

Enclosure 

cc: J au1a Cotter, Div. of Hazardous Materials Managsnent, Central Office 
r en Westlake, u.s. EPA· Region V 



RCRA INTERIM STATUS INSPECTION FORM 

PART 1. GENERAL INFORMATION U.S. EPA I.D. # OHD 001//1 'd?.3 

(Name) 

1. flck /1/4e1 
2. 

3. 

1. 

2. 
3. 

Mark One 

CJ Generator only 

CJ Transporter (T) 

CJ TSDF only 

CJ G-T 

c6 G- TSDF 

L:J T-TSDF 

CJ G-T-TSDF 

(G) 

INSPECTION PARTICIPANTS(S) 

(Title) , 

M!l//(Md'?(dt,el /peb:l(aa/4r 

' 
INSPECTOR( S) 

/4klff/ct: :Z-40-ecz'er 

INSTALLATION ACTIVITY 

(Telephone) 

d/~ - ,2,;,6 - .,;,g,;;u; 

If the site is a TSDF, check the b.oxes indicating which regulations are applicable. 

0 General Facility Standards, Preparedness CJ Waste Piles S03 
and Prevention, Contingency and Emergency, 
Manifests/Records/Reporting, Closure CJ Land Treatment D81 ' ' 

0 Containers S01 CJ La ndfil 1 s 080 

CI![ Tanks S02/T01 £_/ Chemical/Physical/ 

CJ Surface Impoundments S04/T02 
Bi al ogi cal T04 

.CJ Incinera ti on/Therma 1 Tr.ea tment 
C..7 Groundwater Monitoring 

Q Post-Closure. 

Revised 9/15/82 
, r 



RCRA INTERIM STATUS INSPECTION FORM 

Yes No 

1. Has th~ facility submitted a Part A to Ohio? 
. . ' . / 

2. If "yes", is it complete and accurate? L 
3. Has the facility submi.tted a ·Part 87 v 

. REMARKS, PART 1. GENERAL INFORMATION 
Include a brief description of site activity and waste handling, 

J'hm;; a /// ('l'hl /4., (,sl),z) 
[ JJWtJ;e 7bt!s -fL-',1/ 6 I C. J 

e,ye':,?,t/#T' ttl&>lfe. ,14,I aJllrt!rc//~J,? Jji!h?f ~~tJ# .rt/t?'J':r'6 - ;:)O!l'7 

-9e11I 1, 11 1 - <///c,f /e,roe;t-/2oAf. t?#d J'lll't(/~ Ao.I I/ roo~ 

~e11r t?t!tTtJl/e d//i:I ~011' /J?t#R.-?!l/ ~ 
. s)t,rl- /4/llt,'Jt. P//t:I ..peAr /4'£.k' /005 

//ltP!lh?IP/'f alt?Jrt! ( /10,?e {'//rl'"!//#fl j>.f/?#R/~tl) t'tJM/:.r.>7-?_I t?r 
e;f/4,..?,bf.1?;,t,,1e. -~ , fiPJ!'ft'hlor!l e~;:,,;;e · Cl/$/ , 

N/A Rema~k # 

~r/J,?t?ltie!Jt;tle- t//.:?2' , o4fry;;rd/ -l//e?5, -/tYfflc411JMtwfy/4//t -~, 

. fl/tel #1c,1/o';-ot#t11e/ #-le/l/t1r1J e'P',1'f/f.ff - ~-

J;b.17/e //,l cYtlllf ( Jo,51) 

[/o, ()tJO ftJ /lou J 



RCRA INTERIM STATUS INSPECTION FORM 

PART 2. GENERATOR REQUIREMENTS 

1. The hazardous waste(s) generated at this facility have been tested or are 
acknowledged to be hazardous waste(s) as defined in Section 261 and in 
compliance with the requirements of Sections 262,ll. 

2. Does this facility generate any hazardous wastes that are excluded from 
regulation under Section 261,4 (statutory exclusions) or Section 261.6 
(recycle/reuse)? 

3. Does this facility have waste or waste treatment equipment that is excluded 
from regulation because f totall enclosed trea (Section 265.l(c)(9)) 
or via operation of an elementar neutralizat·on unit and/or wastewater 
treatment unit (Section 5. c 10)), 

4. The generator meets the following requirements with respect to the preparation, 
use and retention of the hazardous waste manifest: 

a) The manifest form used contains all of the information required by Section 
262.21(a) and (b) and the minimum number of copies required by Section 

Yes No N/A Remark # 

L 

/ . 
//f <l>'htlt:i11 /; ,,.,,, 
,?/l?'lC 9' J'Vl/4;/r! 
ee,q' k a ;ro,.,~, 

~:re,f,,;-p4 7'# 
c/'114/ht,r .rtwtr 

262.22. L 
b) The generator has designated at least one permitted disposal facility 

and has/will designate an alternate facility or instructions to return 
waste in compliance with Section 262,20. 

c) 

d) 

Prepared manifests have been signed by the generator and initial 
transporter in compliance with Section 262.23. 

The generator has complied with manifest exception reporting requirements 
(investigate after 35 days, report after 45 days) in Section 252.42(a), (b) 

e) Signed copies of all hazardous waste manifests and any documentation 
required for Exception Reports are retained for at least 3 years as 
required by Section 262.40. 

L 

/ 
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RCRA INTERIM STATUS INSPECTION FORM 

Yes No 

5. The g2nerator meets the following hazardous waste pre~transport requirements: 

a) Prior to offering hazardous wastes for transport off-site the waste material 
is packaged, labeled and marked in accord with applicable DOT regulations 
(Section 262.30, 262.31 and 262.32(a)) · / 

b) Prior to offering hazardous wastes for transport off-site each container 
with a capacity of 110 gallons (416 liters) or less is affixed with a 
completed hazardous liaste label as required by Section 262.32(b), L 

c) The generator meets requirements for properly placarding or affering to 
properly placard the initial transporter of the waste material in com-
pliance•with Section 262.33. / 

6. Hazardous wastes imported from or exported to foreign countries are handled 
in accordance with the requirements of Section 262.50. 

7. If the generator elects to store hazardous waste on-site in containers or 
tanks for 90 days or less without a RCRA storage permit as provided under 
Section 262.34, the following requirements with respect to such storage are met: 

a) The containers ar:e cl early marked with the words "Hazardous Waste". 

b) The date that accumulation began is clearly marked on each container. 

8, The generator has provided a Per:sonnel Training Program in compliance with 
Section 265.16(a)(b)(c) including instruction in safe equipment operation 
and emergency response procedures, training new employees within 6 months 
and providing an annual training program refresher course (Section 262,34). 

9. The generator keeps all of the records required by Section 265. 16(d)(e) 
including written job titles, job descriptions and documented employee 
training records (Section 262.34). 

./ 

L _ 

N/A Remark# 

L 



RCRA INTERIM STATUS INSPECTION FORM 

SHORT-TERM STORAGE FOR 90 DAYS OR LESS IN TANKS AND CONTAINERS ALSO REQUIRES THAT REGULATIONS IN SECTION 
265, SUBPARTS C AND D (PREPAREDNESS AND PREVENTION PLUS CONTINGENCY AND EMERGENCY) AND CERTAIN PORTIONS 
OF THE "CONTAINERS" AND "TANKS" RULES BE MET. CCMPLETE THE APPROPRIATE SECTIONS OF THE INSPECTION FORM. 

REMARKS, PART 2. GENERATOR REQUIREMENTS 

' 

Revised 9/15/82 
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. RCRA INTERIM STATUS INSPECTION FORM 

PART 4. GENERAL INTERIM STATUS REQUIREMENTS 

B: General Facility Standards 
C: Preparedness and Prevention 

SUBPARTS INCLUDED 

D: Contingency and Emergency 
E: Manifest/Records/Reporting 

Sub pa rt B: Genera 1 Fae i1 i ty Standards 

1. The operator has a detailed chemical and physical analysis of the wastematerial 
containing al 1 of the infonnation which must be known to properly treat or store 
the waste as required by Section 265.13(a)(l). 

G: Closure 
H: Financial Requirements 

~ JiQ. N/A Remark # 

' 
/ 

· 2. The operator has a written waste analysis plan which describes analytical pa
rameters, test methods, sampling methods, testing frequency and responses to 
any process changes that may affect the character of the waste (Section 265.13(b)). 

3. a) Physical contact with the waste structures or equipment will not injure 
unknowing/unauthorized persons or livestock entering the facility (255.14(a)(1)). _ / 

b) Disturbance of the waste will not cause a violation of the hazardous waste 
regulations (265.14(a) (2)). 

IF BOTH 3a AND 3b ARE "YES", MARK QUESTIONS 4 AND 5 "NOT APPLICABLE". 

4. The facility has-

a) A 24-hour surveillance system, .Qr. 

b) An artificial or natural barrier and a means to control entry at all 
times (265,14(b)(2). 

L 

L 
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RCRA INTERIM STATUS INSPECTION FORM 

5. The.facility has a sign "Danger-Unauthorized Personnel Keep Out" at each 
entrance to the active portion of the facility and at other locations as 
necessary .. (265.14(c)) L 

6. a) The operator must develop and follow a comprehensive, written inspection plan 
and must document the inspections, malfunctions and any remedial actions taken 
in an operating record log which is kept for at least three years. (265.15) L 
b) Areas subject to spills (i.e., loading and unloading areas, container storage 
areas, etc.) are inspected daily when in use and according to other applicable 
regulations when not actively in use. (265.15(b}{4) v' 

7. The facility has provided a Personnel Training Program in compliance with 
Section '265. l6(a)(b)(c) including instruction in safe equipment operation and . 
emergency response procedures, training new employees within 6 months and 
providing an annual training program refresher course. L 

. 8, The facility keeps all records required by Section 265.16{d)(e) including 
written job titles, job descriptions and documented employee· training records. L 

9. If required due to the actual hazards associated with Ignitable, Reactive or 
incompatible waste materials, the facility meets the fol lowing requirements . 

. (Section 265,17),· 

a) . Protection from sources of ignition .. 

b) 

c) 

Physical separation of incompatible waste m~terials. 

"No Smoking" or "No Open Flames" signs near areas where Ignitable or 
Reactive wastes are handled. · 

d) Any comingling of waste materials is done in a controlled, safe manner 
as prescribed by Section 265.l?(b). 

N/A Remark 



RCRA INTERIM STATUS INSPECTION FORM 

Subpart C: Preparedness and Prevention 

1. Has there been a fire, explosion or non-planned release of hazardous waste at 
this facility? (265,31) 

2. If required due to actual hazards associated with the waste material, the 
facility has the following equipment: (265,32) 

3. 

4 .• 

a) Internal alarm system. 

b) Access to telephone, radio or other device for summoning emergency 
assistance. 

c) Portable fire control equipment. 

d) Water at adequate volume and pressure via hoses sprinkler, foamers or 
sprayers. 

Al 1 required safety, fire and communications equfpment is tested and maintained 
as necessary; testing and maintenance are documented. (265.33) 

If required due to the actual hazards associated with the waste material, per
sonnel have immediate access to an emergency communication device during times 
v1hen hazardous waste is being physically handled. (265.34) 

5. If required due to the actual .hazards associated with the waste material, 
adequate aisle space to allow unobstructed movement or emergency or spill 
control equipment is maintained, (265.35) 

6. If required due to the-actual hazards associated with the waste material, 
the facility has attempted to make appropriate arrangements with local 
emergency service authorities to familiarize them with the possible· hazards 
and the facility layout. (265,37(a) : 

7. Where state or local emergency service authorities have declined to enter 
into any proposed special arrangements or agreements the refusal has been 
documented. (265,37(b) 

Yes .!iQ.. NIA Remark # 

L 

,/ 

L. 

L 

L 

,,/ 

L 
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RCRA INTERIM STATUS INSPECTION FORM 

Subpart D: Contingency and Emergency 

1. The facility has a written Contingency Plan designed to minimize hazards from 
fires, explosions or unplanned releases of hazardous wastes (265.51) and 
contains the fol lowing components: 

a) Actions to be taken by personnel in the event of an emergency incident •. 

b) Arrangements o·r agreements with local or state emergency authorities. 

c) Names, addresses and telephone numbers of all persons qualified to act 
as emergency coordinator. 

' d) A list of all emergency equipment including location, phys.ical description 

Yes No 

L 

L 

and outline of capabilities. · -k'.'.'.'. 

e) If required due to the actual hazards associated with the waste(s) handled, 
an evacuation plan for facility personnel. (265.51(f)) ~ 

2. A copy of the Contingency Plan and any plan revisions is maintained on-site and 
has been submitted to al 1 local and state emergency service authorities that 
might be required to participate in the execution of the plan. (265,53) L 

' 3. The plan is revised in response to facility, equipment and personnel changes 
or failure of the plan, (265.54) 

4. An emergency coordinator is designated at all times (on-site or on .. call) is· 
familiar with all aspects of site operation and emergency procedures and has 
the authority to implement all aspects of the Contingency Plan. (265,56) · .L 

5. If an emergency situation has occurred, the'emergency coordinator has implemented 
all or part of the Contingency Plan and has taken all of the actions and made all 
of the notifications deemed necessary under Sections 265,56. 

N;A· Remark# 

."I •. - ...I ,-,, .• r ,- },·.,· 



.. RCRA · INTERIM STATUS INSPECTION FORM 

Yes .No . N/A Remark # 

Subpart E: · Manifests/Records/Reporting 

NOTE: THE FOLL04ING REQUIREMENTS ARE APPLICABLE TO BOTH ON-SITE AND OFF-SITE TREATMENT, STORAGE AND DISPOSAL 
FACILITIES, · 

1. The operator maintains a written operating record at his facility as required 
by Secti.on 265. 73 which contains the fol lOwing information: 

a) Description and quantity of each hazardous waste treated, stored or 
disposed of within the facility and the date(s) and method(s) pertinent 
to such treatment storage o.r disposal. (262, 73(b)(l) 

b) Common name, EPA Hazardous Waste Identification Number and physical state 
(liquid, solid, gas) of the~aste(s). . . . 

c) The e~timated (or actual) weight, volume or density of the waste 
material(s). . .· , 

d) A description of the method(s) used to treat, store or dispose of the waste(s) 
using the ·EPA Handling Codes listed in 45 FR 33252 (May. 19, 1980). 

e) The present physical location of each hazardous waste within the facility. 

f) FOR DISPOSAL FACILITIES, the location and quantity of each hazardous waste 
recorded on a map of the facility and cross-references to any pertinent 
manifest document number(s). (265.73(b)(2) 

g) Records of any waste analyses and trial tests required to be perfon11ed. 

h) Records of the inspections required under Section 265.15 (General Inspection 
Requirements - Subpart B). 

i) Records of any monitoring, testing or analytical data required under other 
Subparts as referenced by Section 265.73(b) (6). • 

j) Records of Closure cost estimates and P:&S:t:-£:-b•stt.t:e=={.i!llS!:!£15-AEllNEY ~ cost 
estimates required under Subpart G. 

L 

L 

L 

L 

L 

L 

L 
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RCRA INTERIM STATUS INSPECTION FORM 

. Yes No N/A Remark I 

2. The operators has submitted an annual Treatment-Storage-'Disposal Operating 
Report (by March 1) containi.ng all of the operating information required 
under Section 265.75. '· / 

NOTE : THE FOLLGvING REQUIREMENTS ARE APPLICABLE TO ONLY OFF-SITE TREATMENT, STORAGE AND DISPOSAL FACILITIES. -- . -- ··. . 

3. Manifests received by the facility are signed and dated; one· copy is given 
to the transporter, one copy is sent to the generator within 30 days and 
one copy is kept for at least 3 years. (265.71) ·. · 

a) If shipping papers are used in liw of manifests {bulk shipments, etc.) 
the same requirements are met. (2£5.71 (b) · 

b) Any significant discrepancies in the manifest, as defined in Section· 
265.72(a) are noted in writing on the manifest document. (265.7l(a)(2)). 

4. Any manifest discrepancies have been reconciled within 15 days as required 
by Section 265.72(b) .Q.!:. the operator has submitted the required information 
to the Regional Administrator/Director. · 

5, If the facility has accepted any unmanifested hazardous wastes from off-'site 
sources (except from small quantity generators) for treatment, storage, or 
disposal an unmanifested waste report containing all the information required 
by Section 265. 76 has been submitted to the Regional Administrator/Direc'tor 
within 15 days. 

Sub pa rt 'G: Closure and Post-Closure 

. NOTE : THE FOLL(l,J ING REQUIREMENTS ARE APPLICABLE TO BOTH DISPOSAL AND NON-DISPOSAL FACILITIES. 

1. A written Closure Plan is on file at the facility and contains the following / 
elements: (Section 265,112) · . • . v 

a) A description of how and when the facility will be closed, . (255,l_l2(a){l). L 
I. 

/ 

/ 

L 



RCRA INTERIM STATUS INSPECTION FORM 

Yes No NI A Remark # 

. b) · A description of how any of the applicable closure requirements in other 
Subparts of Section 265 (Tanks, Surface Impoundments, Landfill; etc.) wil 1 
be carried out. 

c) An estimate of the·maximum amount of hazardous wastes being treated or in 
storage at the facility.( NOTE: Maximum inventory should agree with 

,/ 

the pennit.) · · L 
. . . . 

d} A description of steps taken to decontaminate facility equipment. ,./ 
' e) Th.e year closure is expected to begin and a schedule. for the various 

phases of closure. · r · · · · L 

2. The Closure Plan has been amende9 within 60 days in response to any changes 
in facility design, processes or closure dates. 

3. The Closure Plan has been submitted to the Regional Administrator/Director· 
180 days prior to beginning the Closure process. 

Subpart H: Financial Requirements 

1. The owner or operator of the facility·has established financial assurance 
for closure by use of one of the following: (265,143) 

a) A closure trust fund, or 

b) A surety bond, or 

c) A closure letter of credit, or 

d) -8::eemMna:t.~ef "H·MJ,dal Rr~. 4")p,,,c/11/ 7irr 

NOTE : COMPLIANCE WITH THESE REGULATIONS IS A FEDERAL REQUIREMENT. 

~ ,,(,,11111"1·:ly /'<f'?/;,,.R,tf.e.1/7':.r (.rv/1'/YR#f t:Jccitll/1771?1 ~t'Cttl-,N'h('es) 

-· 

L 

L 

' 
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RCRA INTERIM STATUS INSPECTION FORM 

Yes No· N/A Remark ~ 
.. 

2. A written cost estimate for closure of the facility (as specified in the 
closure plan) is available. · · 

REMARKS, PART 4 •. GENERAL INTERIM STATUS REQUIREMENTS 



PART 5. TREA1MENT/STORAGE/DISPOSAL 

I: Management of Containers 
J: Management of Tanks 

RCRA INTERIM STATUS INSPECTION FORM 

SUBPARTS INCLUDED 

L: Waste Piles 0: Incinerators 
P: Thenna 1 Treatment 

K: Surface Impoundments 
M: Land Treatment 
N: Landf11 ls Q: Chemical/Physical/Biological Treatment 

Subpart I: Management of Containers 

1. Hazardous wastes are stored jn containers which are: 

a) Closed (265.173) 

b) In good physical condition (265.171) 

c) Compatible with the wastes stored in them (265.172) 

2. Containers are stored closed except when it is necessary to add or remove 
wastes. (265.173(a)) 

3. Hazardous waste containers are not stored, handled or opened in a manner 
which may rupture the container or cause it to leak. (265.173(b)) 

4. The area where containers are stored is inspected for evidence of leaks or 

Yes No 

corrosion at least weekly and such inspections are documented, (265.174) L 
5. Containers holding Ignitable or Reactive waste(s) are located at least 50 feet 

(15 meters) from the property line and the general requirements for handling 
such wastes in Section 265.17 (physical separation, signs and safety) are 
met(265.176). L 

6. Containers holding hazardous wastes are never stored near other materials 
which may interact with the waste in a hazardous manner. (265.177(c) L 

N/A Remark "' 

' 

Revised 9/15/82 
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RCRA INTERIM STATUS INSPECTION FORM 

Subpart J: Storage in Tanks 

l. The tank(s) are operated in compliance with the safety requirements of Sections 
265.17 and 265. l92(b) ~1 e equ4p-/:,~4! wa:sbc ;eea cu Luff G'l"'"ietJ"p&SS system 
a-s--Pett•d-rsd I II il ~ t fr,r, AA~. 

2. Uncovered tanks have at least 2 feet (60 cm.) of freeboard unless they are 
equipped with a spill containment system with a capacity that equals or ex
ceeds the volume that 2 feet of freeboard would 'otherwise provide (265.192(c)). 

.. . 
3. Daily inspections are made of all systems pertinent to· er operation of 

the tank: d+seb1J1ge a11d i:11tl"ff, meni1ilti:!'tQ=:eq~, tank level and fr•~bMJ"d 
(265. 194). . ' 

Yes No 

L 
4. Weekly inspections are made wf all tank construction materials and containment 

structures (265.194). ·_L 

5. Whenever tanks are used to treat or store wastes substantially different from 
previous wastes or when substantially different treatment processes are used 
in the tank, the facility has insured the safety of such changes by one or 
both of the following methods: (265.l93(a) 

a) A complete waste analysis plus bench scale tests or pilot tests were 
conducted prior to implementing the proposed changes and all data is on 
file in the facility operating record. 

b) Written, documented information on similar storage or treatment process 
changes was obtained prior to implementing the proposed changes and all 
documentation is on file in the facility operating record. 

6. With the exception of emerge·ncy situations, whenever Ugnitable)or Reactive 
~1astes are placed in tanks the facility has insured the safety of the opera
tion by one or both of the fol lowing methods: (265.198(a)} 

a) The waste is treated immediately before or after being placed in the tank 
so that it is no longer Ignitable or Reactive and such treatment is done 
in compliance with the safety requirements of Section 265,l?(b). 

N/A Remark # 

L 

L 

L 
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RCRA INTERIM STATUS INSPECTION FOru~ 

b) The waste is stared or treated under protected condi ti ans eliminating 
the possibility of ignition or reaction. 

7. CoverE'd tanks used to treat or stori{ignitable)or Reactive wastes are in 
canpliance with NFPA buffer zone requirements (Flammable and Combustible 
Code 1977). (265.198{b) 

8. IncOf!lpatible waste materials are not placed in the same tanks or put in 
contaminated tanks unless it is done under completely cuntrol led and safe 
conditions as specified in Section 265.17(b). (265.199) 

9. Whenever a tank is permanently taken out of service or upon closure of the 
facility all hazardous wastes and residues are removed and properly disposed 
of (Section 265.197). · 

Yes No N/A Remark # 

L 

v 
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Re: DHMN 
Cuyahoga County 
02-18-0132 - Union Carbide Corp. 

1\ 
I' ,· Richard E. Neel 

Environ.mental Coordinator 
Union Carbide Corporation 
Carbon Products Division 
P.O. Box 6087 
Cleveland, Ohio t,4101 

Dear Hr. Neel: 

RECEIVED 
I\\J G 1 .2, '19t1l 

EN1 BRI\NG\-1 
WI\S1E. Mf\NAG\]/\ .. 1 V 

EPA. REGlO,~ 

August 3, 1982 

\ 
Thank you for the courtesies extended by you during my June 30, 1982, inspection 
at the Union Carbide - Carbon Products Division Plant. Your facility was repre
sented by yourself, Hr. Gorden Roberts, and Hr. Edwin Frye. The purpose of 
this inspection was to ascertain compliance with State and Federal hazardous 
waste. management rules~ A copy of the inspection report is enclosed for your 
information. This inspection report will become a part of the official records 
of the Ohio Environmental Protection .Agency's Division of Hazardous Materials 
Management> and will also be forwarded to Ms~ Kathy Horner of U~S. EPA -- Region V. 

The inspection report indicates that this storage facility, located at the 
Un5.on Carbide - Carbon Products Division Plant, 11709 Madison A.Venue, J~akcwood> 
Ohio, t,4107, was :i.n general compliance Hith the applicable Ohio Hazardous W2.ste 
Rules OAC 37l,5-50 thru 371,5-58 and Federal Hazardous Waste Regulations 40 CFR 
260-265. 

The revised Closure Plan and. Closure Cost Estimate, submitted to this office on 
July 16, 1982, is being returned to you at this time. Your cover letter, dated 
the same, has been retained and will become part of the official records~ \·Jhile 
re .. vie1;.1ing your Closure Plan and Closure Cost Estimate, I noted that the m2xi121uu1 
volumes of ,;,,astes were. derived from your past and present storage levels. If, 
at any time in the future, you realize a storaee level higher than those indicated:, 
your Closure Plan and Cost Estimate should be revised accorcl~ngly. 

Again, th2.:ik ~,70;.1 for you cooperation.. Should you have any further questions, 
please feel n:ee to cont&ct me or Hs. Kathy Homer at (312) 886-7435. 

Sincerely, 

/JI 'I',:',,-/; '· ;° ;(:2'.: ,J~ 
;(l{_ Iii-"-~ ., / 

Deborah f:, }}erg,~R.S~ 
Envir0nm2nte.l Scientist 

cc: Paula Cotter, DBM:!, C.O. 

Division of Hazardous :Materials Nanagenv:•.nt 
Bob Fragale, HllFAB, C.O. 
Kathy Homer, SIP, U.S. EPA 

Region V 

DJB:vm 

Enclosure. 

I-~---- ·---~-
State of Ohio Environmental Protection Agency 
Norti1E~as: District OU1ce 

~~----------·· 

James/',. Rhodes, Governor 
Wayne S. Nichols, Director 

211 Cl F Auror:-1 RuarJ. Tyv1nsbc,ng. Ohio 44087-1969 (? 16) ~125-9171 

J 



RCRA Inspection Report 

fl\ff!,3 Per'iili t Number (if appropriate) {!;c/?'_-_ r?/'i;.;i 

____Af!iw@i?W /21rlr!!.J,Ja! 

Person(s) Interviewed 

a ;,;;/;:;'1 /4:l; t'/ l;,c_\-__ _ 

·· /2'ie '/ h M"/ e 
Inspector(s) 

--11 (',/2c;;'11 ,f_"X 13 r<,~o 

, Ohio ,;!;t/D? 

Title 

,· . -_:,::_ . .::. 

(j{Jf'" .?/2/;• .7:- ./!.:1c;:-'l1 f c."'/-s 

/fsJ/ {}f tT-. ;> /c?/? / ,...t=/o/) .,1 f' C/'"' 
AgencyiTit1e 

· Ohio EPA 

Ohio EP/1 ------

Telephone 

.C;;~00 r• __ ;P.,.:{,,{- •- ,:;;:f,;;;>,;/ 

~½f ~-_.,.:;,?2 t,'.. ~ :::-?J::,;1 <;,/ 
Te·1 ephone 

Installation Activitv --------.---·--1-=~-----~~-----~--------~ 

One j If the site ·is a TSDF, check the boxes 
indicating Hh·ich forms \)ere used -

[=1 

C.7 

Generator only (G) 

Transporter only (T) 

L~ TSDF only 

CJ G-T 

/KJ G--TSDF 

T-TSDF 

I 

C7 
i 

CJ G-T-TSDF I 
-· _________________________ ___J 

CJ \:astePil2sS03 

CJ Ln:d Tr,:at,qent D8l 

LE] Genera·! Facil-ity Standards, Preparednes' 
and Pr2vr0 ntion, Contingr'ncy and 
Emergency, ManifestsiReco,c!siReportin0 

CJ Grouncl1-1atcr Monitoring 

[X] Cl osu,e and Post-Closure 

£K.7 Financfol R2qu·ir2,;ients 

['gJ Containers SOl 

[XJ Tanks S02/TOl 

E:__7 Surface I:npoundr,12nts S04/T02 

[_="J Incinerotion/Thc:rmal Trcato12nt T03 

Ci Chc«1icill/i'h_ys·ical/8iolo9ical TO~ 



RCRA INTERIM STATUS INSPECT ION FORM 

PART l . GENERAL INFORMATION 
!//,,,c/· /.~,/ ,!1/frc' / cY_µ (-'/tt'//·c,h1 

Facility: ( );:,,./,:;:>, ·-;J,i:.1r'((i J.,-'., 1/ r/t// 

------- ----·---

City: 

State: /!/ ,/} Zip Code: 
,0;//0/ 
4/-//{)1 County : Telephone: 

Address: ·,, ·? ·~ 
/< C·. .C.'l7 { 

C ity : . (//1 : Ir: 1111· _ __. ........ _" ::...· ·<.;.....c.1/_, . .;...,. ---- State: Zip Code : '/-/ It'/ 

Go vernment State H~4FAB No. Type of Ownership: / Private __ ___._ __ -----

Date of Inspection: 

Adva nce Notification? 

Weather Conditions: 

l 
I • 

2. 

3. 

4. 

EPA 9300 

(Name) 

No · 

Ti me of Inspection: (Start) 
I ,, 

~Yes: j (, .. /,:,,.;~ . / ·/ ,. '// r 1,. 0.r/t (. 

,·111' 
0 r_ ,;.. . L//,./1! · 0/t,' . /l-1 

/-. _, 

INSPECTION PARTICIPANT(St 

(Title) 

/J (, , ..:. (½) J/ ·' ../-' / ·/._>J / . . t - I 

/.- / 

Te1ephone : 

/tJ / ,:y1 1?/i/ {F inish ) . -;1 'i /J(: /). /J; . 

(Telephone) 

____ ·?-;; ' j , ,; __ ; _:;._-y·,,->:· __ 



.' 

, 
I• 

2. 

3. 

4. 

RCRA INTERIM STATUS INSPECTION FORM 

!NSPECTOR(Sl 

(Title) 

8. 1. Type(s) of hazardous waste site activity: A. 1/ Generation 

Transportation 

v/Storage ---
D. -- E. __ Disposal 

2. Specific hazardous wastes handled at this facility (EPA HW#): 

a) Listed Wastes: 

b) 

,, , 

3. llas this facility submitted a Part A Permit Application? 1,/ Yes ---··-

(Telephone) 

C. Treatment --

4. Does this facility store, treat or dispose of any hazardous 1,aste from any off-site domestic sources? 

Yes, See Remark# i/ No --- ----

EPA 9300 l-2 



RCRA INTERIM STATUS INSPECTION FORM 

5. Does this facility store, treat or dispose of any hazardous v1aste from any foreign sources? 

Yes, See Remark# --- ---- c/ No 

6, Does this facility transport hazardous waste materials off-site for itself or other generators? 

___ Yes, Complete Part 3 (Transp.) v No 

a) Applicable U.S. EPA I.D. Number ___________ _ 

b) Ohio P.U.C.O. GR TRSF Number _____________ _ 

7. A brief description of site activity: 
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' 
RCRA INTERIM STATUS INSPECTION FORM 

PART 2. GENERATOR REQUIREMENTS 

Yes No 

1. The /1azardous waste(s) generated at this facility have been tested or are ac
knowledged to be hazardous waste(s) as defined in Sections 261 and 3745-51 in 
compliance with the requirements of Sections 262.11 and 3745-52-11. v 

2. Does this facility generate any hazardous wastes that are excluded from rogula
tion under Sections 261.4 and 3745-51-04 (statutory exclusions) or Sections 
261.6 and 3745-51-06 (recycle/reuse)? L 

3. Does this facility have waste or waste treatment equipment that is excluded 
from regulation because of totally enclosed treatment (Sections 265. l(c)(9) 
and 3745-55-C-9 or via operation of an elementary neutralization unit and/or 
wastewater treatment unit (Sections 265.l(c)(lO) and 3745-55-C-10. 

4. The generator meets the following requirements with respect to the preparation, 
use and retention of the hazardous waste manifest: 

a) The manifest form used contains all of the information required by Sections 
262.2l(a), (b) and 3745-52-21-A-B and the minimum number of copies required 
by Sections 262.22 and 3745-52-22. i/ 

b) The generator has designated at least one permitted disposal facility and 
hash1ill designate an alternate faci1 ity or instructions to ,,return 1,aste 
in compliance with Sections 262.20 and 3745-52-20. 1// 

c) Prepared manifests have been signed by the generator and initial trans-
porter in compliance with Sections 262. 23 and 3745-52-23. / 

d) The generator has complied with manifest exception reporting requirements 
(inv~stigate after 35 days, report after 45 days) in Sections 262.42(aJ, 
(b) and 3745-52-42. 

e) Signed copies of all hazardous 1,aste manifests and any documentation re
quired for Exception Reports are retained for at least 3 years as required 
by Sections 262.40 and 3745-52-40. -L:'.'._ 

EPA 9301 2-/ 
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RCRA INTERIM STATUS INSPECTION FORM 

5. The generator meets the following hazardous waste pre-transport requirements: 

a) Prior to offering hazardous wastes for transport off-site the waste mate
rial is packaged, labeled and'marked jn accord with applicable DOT regu
lations (Sections 262.30, 262.31 and 262.32(a) and 3745-92-30, 52-31, and 

Yes No 

52-32-A). L 
b) Prior to offering hazardous 1vastes for transport off-site each container 

with a capacity of 110 gallons (416 Liters) or less is affixed 1•1ith a com
pleted hazardous waste label as required by Sections 262.32(b) and 3745-, 
52-32-B. __i:::... 

c) The generator meets requirements for properly placarding or offering to 
properly placard the initial transporter of the waste,material in com-
pliance 1·1ith Sections 262.33 and 3745-52-33. J'.'.'.'. 

6. The generator meets the following recordkeeping and reporting requirements: 

a) The generator has submitted an annual report for all hazardous waste 
shipped off-site as required by Sections 262.41 (a) and 3745-52-41-A-8. ,,/ 

b) The generator has submitted an annual report for.all hazardous waste 
treated, stored or disposed of on-site as required by Sections 262.4l(b) 
and 3745-52-41-C and in compliance with Sections 265.71 and 3745-55-71, 
1,hen applicable. v,, 

7. Hazardous wastes imported from or exported to foreign countries are handled in 
accordance with the requirements of Sections 262.50 and 3745-52-50. 

8. If tfe generator elects to store hazardous 1,1aste on-site in containers or 
tanks for 90 days or less without a RCRA storage permit as provided under 
Sections 262.34 and 3745-52-34, the following requirements with respect to 
such storage are met: 

a) Containers: the waste is stored in closed containers which meet all 
app1icable DOT pre-transport requirements for packaging, labeling and 
marking. · 

F:PA 9301 2-2 
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RCRA INTERIM STATUS INSPECTION FORM 

Yes No_ N/A r(f:rnrk ii 

b) The date that accumulation began is clearly marked on each container. 

c) The a:--ea where containers are stored is inspected for evidence of leaks or 
corrosion at least weekly and such inspections are documented (265.174 and 
3745-56-54). 

d) Containers holding ignitable or reactive waste(s) are located at least 50 
feet (15 Meters) from the property line (Sections 265.176 and 3745-56-56), 
and the general requirements for handling such wastes in Sections 265.17 
and 3745-55-17 (physical separation, signs and safety) are met. 

e) Tanks: the tank(s) are operated in compliance with the safety require
ments of Sections 265.17, 265.192(b), 3745-55-17 and 56-72-B and are 
equipped with a waste-feed cutoff or bypass system as required in Sec
tions 265. 192(d) and 3745-56-72-D. 

f) Uncovered tank~ have at least 2 feet (60 cm.) of freeboard unless they are 
equipped with a spill containment system with a capacity that equals or ex
ceeds the volume that 2 feet of freeboard would otherwise provide (265.192 
(c) and 3745-56-72-C). 

g) Daily inspections are made of all systems pertinent to the proper operation 
of the tank: discharge and cutoff, monitoring equipment, tank level and 
freeboard (265.194 and 3745-56-74-A-B-C). 

h) Weekly inspections are made of all tank construction materials and contain
ment structures (265.194 and 3745-56-74-D-E). 

9. The generator has provided a Personnel Training Program in compliance with Sec
tions 265.16(a)(b)(c) and 3745-55-16-A-G-C including-instruction in safe equip
ment operation and emergency response procedures, training ne1·1 employees "1itl\in 
6 months and providing an annual training program refresher cou1·se (Sections 
262.34 and 3745-52-34). ~/ 

10. The generator keeps all of the records required by Sections 265.16(d)(e) and 
3745-55-16-D-E including written job titles, job descriptions and documented 
employee training records (Sections 262.34 and 3745-52-34). L 

EPA 9301 
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RCRA INTERIM STATUS INSPECTION FORM 

11. l·lhenever a tank is permanently taken out of service or upon closure of the fa
cility all hazardous 1,astes and residues are removed and properly disposed of 
(Sections 265. 197 and 3745-56-77) as referenced in Sections 262.34 and 3745-
52-34. 

Yes No N/A Remark // 

NOTE: SHORT-TERM STORAGE FOR 90 DAYS OR LESS IN TANKS AND CONTAINERS ALSO REQUIRES THAT REGULATIONS IN SECTION 
265, SUBPARTS C AND D (PREPAREDNESS AND PREVENTION PLUS CONTINGENCY AND EMERGENCY) AND 3745-55-30 Tf!RU 37 
AND 3745-55-50 THRU 70 BE MET. COMPLETE THESE SECTIONS OF THE INSPECTION FORM UNDER PART 4 - GENERAL 
INTERIM STATUS REQUIREMENTS. 

REMARKS, PART 2. GENERATOR REQU I REi'1ENTS 

EPA 9301 
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PART 5. TREATMENT/STORAGE/DISPOSAL 

!: Management of Containers 
J: Management of Tanks 

RCRA INTERIM STATUS INSPECTION FORM 

SUBPARTS INCLUDED 

L: \1aste Piles 0: Incinerators 
P: Thermal Treatment 

K: Surface Impoundments 
M: Land Treatment 
N: Landfi 11 s Q: Chemical/Physical/Biological Treatment 

Subpart I: Management of Containers 

1. Hazardous wastes are stored in closed containers which are in good physical 
condition and are compatible with the wastes stored in them (Sections 265. 
171, .172, .173 and 3745-56-51,-52-53). 

2. The area where containers are stored is inspected for evidence of leaks or 
corrosion at least weekly and such inspections are documented (265.174 and 
3745-56-54). 

Yes No N/A Remark# 

(; ~/_ ,(; ·/,~~-?~/' .(!:; ~/!/ 
· ··;t~,. :>' ~:,,._,.._, Ir :~ i.7 

NOTE: FACILITIES OPTING FOR LONG TERM STORAGE ARE NOT REQUIRED TO MEET PRE-TRANSPORT LABELING REQUIREMENTS 
UNTIL THE CONTAINERS ARE ACTUALLY OFFERED FOR TRANSPORT AND ARE NOT REQUIRED TO AFFIX AN ACCUMULATION 
DATE. (SECTIONS 262 AND 3745-52) 

3. Containers holding Ignitable or Reactive waste(s) are located at least 50 feet 
(15 Meters) from the property line and the general requirements for handling 
such wastes in Sections 265. 17 and 3745-55-17-B (physical separation, signs 
and safety) are met (265. 176 and 3745-56). 

4. Incompatible waste materials are not placed in the same containers or put in 
contaminated containers unless it is done under completely controlled and safe 
conditions as specified in Sections 265.l?(b) and 3745-55-17-B (Sections 265. 
177(a), (b) and 3745-56-57-A-G). 

EPA 9304 
5-1 

Yes No .t'!LA Remark # 

.J ... 



, 

RCRA INTERIM STATUS INSPECTION FORM 

Yes No 

5. Containers holding hazardous wastes are never stored near other materials 
which may interact with the waste in a hazardous manner (Sections 265.177 
(C) and 3745-56-57-CJ. _i_ 

N/A Remark ii 
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Subpart J: Storaqe in Tanks 

The tank(s) are oper~ted in compliance Ylith the safety requirements of Sections 
265.17, 265.192(b), 3745-55-17 and 3745-56-72-B and are equipped witi1 a waste
feet cutoff or bypass system as required in Sections 265.192(d) and 3745-56-72-

i/.· -··-· 

D. L 
2. Uncovered tanks have at least 2 feet (60 cm.) of freeboard unless they are 

equipped with a spill containment system with a capacity that equals or ex
ceeds the volume that 2 feet of freeboard would otherwise provide (265.192 
(c) and 3745-56-72-C). · 1/ 

3. Daily inspections are made of all systems pertinent to the proper operation of 
the tank: discharge and cutoff, monitoring equipment, tank level and freeboard 
(265.194 and 3745-56-74). v 

4. Weekly inspections are made of all tank construction materials and containment 
structures (265.194 and 3745-56-74). L 

5. Whenever tanks are used to treat or store wastes substantially different from 
previous wastes or when substantially different treatment processes are used 
in the tank, the facility has insured the safety of such changes by one or 
both of the following methods: (Sections 265.193(a) and 3745-56-73-A). _1_ 

a) A complete waste analysis plus bench scale tests or pilot tests were con
ducted prior to implementing the proposed changes and all data is on file 
in the facility operating record. 

b) Written, documented information on similar storage or treatment process 
changes was obtained prior to implementing the proposed changes and all 
documentation is on file in th1, facility operating record. 

I 
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RCRA INTER IM STATUS INS PE CTI ON FORM 

6. With the exception of emergency situations, whenever Ignitable or Reactive 
wastes are placed in tanks the facility has insured the safety of the opera
tion by one or both of the following methods, (Sections 265, l98(a) and 3745-
56-78). . . 

a) The waste is treated immediately before or after being placed in the tank 
so that it is no longer Ignitable or Reactive and such treatment is done 
in compliance 1vith the safety requirements of Sections 265. l ?(b) and 3745-
55-17-B. 

b) The 1,aste is stored or treated under protected conditions eliminating the 
possibility of ignition or reaction. · 

Yes No 

7. Covered tanks used to treat or store Ignitable or Reactive wastes are in com
pliance with NFPA buffer zone requirements (Flammable and Combustibie Code-
1977) (Sections 265. l98(b) and 3745-56-78-B). L 

8. Incompatible v1aste materials are not placed in the same tanks or put in con
taminated tanks unless it is done under completely controlled and safe condi
tions as specified in Section 265.17(b) (Sections 2p5. 199 and 3745-56-79). 

9. \,/henever a tank is permanently taken out of service or upon closure of the 
facility all hazardous wastes and residues are removed and properly disposed 
~f /Sections 265,197 and 3745-56-77), 

.,:;-_ 3 ...... 
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RCRA INTERIM STATUS INSPECTION FORM 

PART~. GENERAL INTERIM STATUS REQUIREMENTS 

B: General Facility Standards 
C: Preparedness and Prevention 
D: Contingency and Emergency 

SUBPARTS INCLUDED 

E: Manifest/Records/Reporting 
F: Ground Water Monitoring 
G: Closure 

Subpart B: General Facility Standards 

1. The operator has a detailed chemical and physical analysis of the waste mate
rial containing all of the information which must be known to properly treat 
or store the waste as required by Sections 265.13(a)(1) and 3745-55-13-A-2. 

2. The operator has a written waste analysis plan which describes analytical pa
rameters, test methods, sampling methods, testing frequency and responses to 
any process changes that may affect the character of the waste (Sections 265. 
13(b) and 3745-55-13-8). 

H: Financial Requirements 

Yes No 

v 

Remark# 

' 
G4/,-;{ !IS t'/Ot1 Fe.,/ 

3. If required due to the actual hazards associated with the waste material, the 
operator has prevented unauthorized access to the active portions of the fa
cility and has provided the following features and equipment (Sections 265.14 
and 3745'-55-14). 1/ 

a) 24-hour surveillance system. 

b) Artificial or natural barrier completely surrounding the active portion 
of the facility. 

C) 

d) 

EPA 93 

Controlled entry (gates, monitors) to the active portion of the facility 
at all times (265.14(2)(ii) and 3745-55-14-G-2-b). 

"Danger-LI nauthori zed Personnel Keep Out" signs at each entrance to the 
active portion of the facility (265.14(c) and 3745-55-14-C). 
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RCRA INTERIM STATUS INSPECTION FORM 

Yes 

4. The operator must develop and follmv a comprehensive, 1,ritten inspection plan 
and must document the inspections, malfunctions and any remedial actions taken 
in an operating record log which is kept for at least three years. The plan 
includes the following elements: (Section 265.15 and 3745-55-15) L 

5. 

a) Inspect emergency equipment. 

b) Inspect monitoring equipment. 

c) Inspect security, alarm and coITT~unication devices. 

d) Inspect process equipment (pi~es, pumps, etc.). 

e) Inspect containment structures(@~: curbs, etc.). 

f) Inspect facility for structural malfunctions (roof, floor, etc.). 

g) Inspect hazardous waste handling/loading areas each day used. 

h) Record of any malfunctions due to equipment or operator errors. 

i) Record of any hazardous waste discharges. 

The facility has provided a Personnel Training Program in compliance with Sec
tions 265.16(a)(b)(c) and 3745-55-16-A-B-C including instruction in safe equip
ment operation and emergency response procedures, training new employees within 
6 months and providing an annual training program refresher course. 

6. The facility keeps all records required by Sections 265.16(d)(e) and 3745-55-16-
D-E including written job titles, job descriptions and documented employee train-

L 

/ 

.L 

ing records. _.>(~-· 

7. If required due to the actual hazards associated with Ignitable, Reactive or in
compatible waste materi,,ls, the facility meets the following requirements (Sec
tions 265.17 and 3745-55-17). 

EPA 9303 4-2 
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RCRA. INTERIM STATUS INSPECTION FORM 

Yes 

a) Protection from sources of ignition. L 
b) Physical separation of incompatible waste materials. L 
c) "No Smoking" or "No Open Flames" signs near ar2as where Ignitable or Reac-

tive 1,astes are handled. L 
d) Any comingling of waste materials is done in a controlled, safe manner as 

prescribed by Sections 265.17(b) and 3745-55-17-B. L 

Subpart C: Preparedness and Prevention 

1. Has there been a fire, explosion or non-planned release of hazardous waste at 
this facility? (265.31 and 3745-55-31). 

2. If required due to actual hazards associated with the waste material, the fa-
cility has the following equipment: (265.32 and 3745-55-32). L 
a) Internal alarm system. 

b) Access to telephone, radio or other device for summoning emergency assis-
tance. 1/ 

c) Portable fire control equipment. 

d) Water at adequate volume and pressure via hoses sprinkler, foamers or 
sprayers. 

3. All required safety, fire and communications equipment is tested and nnintaiped 
as necessary; testing and maintenance are documented. (265. 33 and 3745-55--33). __ y_ 

4. If required due to the actual hazards associated with the waste material, per
sonnel have immediate access to an emergency communication device during times 
wnen hazardous waste is being physically handled (Sections 265.34 and 3745-55-
34). L 

EIA 93uJ 4-3 
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RCRA INTERIM STATUS INSPECTION FORM 

Yes 

5. ' 0 required due to the actual hazards associated with the waste material, 
~dcquate aisle space to allow unobstructed movement or emergency or spill 

.. c; equipment is maintained (265.35 and 3745-55-35). _L 

If required due to the actual hazards associated with the waste material, the 
facility has attempted to make appropriate arrangements with local emergency 

"•ice authorities to familiarize them with the possible hazards and the fa-
. ,ty layout (265.37(a) and 3745-55-37-A). 

7. Where state or local emergency service authorities have declined to enter 
into any aroposed special arrangements or agreements the refusal has been 
documenccd (265.37(b) and 3745-55-37-B). 

Subpart D: Contingency and Emergency 

1. The facility has a 1,ritten Contingency Plan designed to minimize hazards from 
fires, explosions or unplanned releases of hazardous wastes (265.51 and 3745-
55-51) and contains the fo1l01·1ing components: v' 

2. 

a) Actions to be taken by personnel in the event of an emergency incident. 

b) Arrangements or agreements 1,ith loca 1 or state emergency authorities. 

c) Names, addresses and telephone numbers of all persons qualified to act as 
emergency coordinator. 

d) A 1 ist of all emergency equipment including location, physical description 
and outline of capabilities. 

e) If required due to the actual hazards associated with the wasta(s) handled, 
an evacuation plan for facility personnel (Sections 265.Sl(f) and 3745-55-
51-F). 

A copy of the Contingency Plan and any plan rev1s1ons is maintained on-site and 
has been submitted to all Local @nd State emergency service authorities that 
might be required to participate in the execution of the plan. (Sections 265. 
53 and 3745-55-53). 
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3. 

4. 

RCRA INTERIM STATUS INSPECTION FORM 

The plan is revised in response to facility, equipment and personnel changes or 
failure of the plan (265.54 and 3745-55-54). 

An en1eigency coordinator is designated at all times (on-site or on-call) is 
familiar with all aspects of site operation and emergency procedures and has 
the authority to implement all aspects of the Contingency Plan (Sections 265. 
55 and 3745-55-55). 

5. If an emergency situation has occurred, the emergency coordinator has imple
mented all or part of the Contingency Plan and has taken all of the actions 
and made all of the notifications deemed necessary under Sections 265 .56 
and 3745-55-56. 

Subpart E: Manifests/Records/Reporting 

Yes No fl/A Re1i1ark N 

/ 

./ 

NOTE: THE FOLLOWING REQUIREMENTS ARE APPLICABLE TO BOTH ON-SITE AND OFF-SITE TREATMENT, STORAGE AND DISPOSAL 

l. 

FACILITIES. --

The operator maintains a written operating record at his facility as required 
by Sections 265.73 and 3745-55-73 which contains the following information: 

a) 

b) 

c) 

d) 

Description and quantity of each hazardous waste treated, stored or dis
posed of viithin the facility and the date(s) and method(s) pertinent to 
such treatment storage or disposal (262. 73(b) (1) and 3745--55-73-B··l). 

Common name, EPA Hazardous Waste Identification Number and physical state 
(liquid, solid, gas) of the waste(s). 

The estimated (or actual) vieight, volume or density of tho waste milte
rial (s). 

A description of the method(s) used to treat, store or dispose of the 
waste(s) using the EPA Handling Codes listed in 45 FR 33252 (May 19, 1980). 
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RCRA INTERIM STATUS INSPECTION FORM 

Yes No 

e) The present physical location of each hazardous waste within the facility. v 
f) FOR DISPOSAL FACILITIES, the location and quantity of each hazardous waste 

recorded on a map of the facility and cross-references to any pertinent 
manifest document number(s) (265.73(b) (2) and 3745-55-73-8-2). i/ 

g) Records of any waste analyses and trial tests required to be performed. 1/ 

h) Records of the inspections required under Sections 265.15 and 3745-55-15 
(General Inspection Requirements - Subpart B). 1/ 

i) Records of any monitoring, testing or analytical data required under other 
Subparts as referenced by Sections 265.73(b)(6) and 3745-55-73-B-6. L 

j) R~cords of Closure cost estimates and Post-Closure (DISPOSAL ONLY) cost 
estimates required under Subpart Hand Section 3745-56-30, 32 and 34. ,/ 

-'--

2. The operator has submitted an annual Treatment-Storage-Disposal Operating Re
port (by March 1) containing all of the operating information required under 
Sections 265.75 and 3745-55-75. / 

NOTE: THIS REPORT IS NOT THE SAME AS THE REPORT REQUIRED TO BE FILED BY GENERATORS UNDER SECTIONS 262 .41 /\ND 
3745-52-41. 

3. When applicable, the operator has submitted reports on releases of hazardous 
\'1as tes, fires, exp 1 os ions, ground1"1a ter con tami nation data and faci 1 i ty closure 
(265.77 and 3745-55-77). 

NOTE: THE FOLLO\HNG REQUIREMENTS ARE APPLICABLE TO ONll OFF-SITE TRE/\TMENT, STORM;E MiD llISPOSi,L FACILITIES. 

4. Manifests received by the facility are signed and dated; one copy is given to 
the transporter, one copy is sent to the generator within 30 days and one copy 
is kept for at least 3 jears (Sections 265.71 and 3745-55-71). 

EPA 9303 4-6 
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RCRA INTERIM STATUS INSPECTION FORM 

a) If shipping papers are used in lieu of manifests (bulk shipments, etc.) 
the same requirements are met (265.?l(b) and 3745-55-71-B). 

b) Any significant discrepancies in the manifest, as defined in Sections 
265.72(a) and 3745-55-72-A, are noted in writing on the manifest docu
ment (Sections 265.7l(a)(2) and 3745-55-71-A-2). 

5. Any manifest discrepancies have been reconciled within 15 days as required by 
Sections 265.72(b) and 3745-55-72-B or the operator has submitted the required 
information to the Regional Administrator/Director. 

6. If the facility has accepted any unmanifested hazardous wastes fro~ off-site 
sources (except from small quantity generators) for treatment, storage or dis
posal an unmanifested waste report containing all the information required by 
Sections 265.76 and 3745-55-76 has been submitted to the Regional Administrator/ 
Director within 15 days. · 

Subpart F: Groundwater Monitorinq 

Yes No 

- ./ 

k/ 

NOTE: THESE REQUIREMENTS ARE APPLICABLE TO SURFACE IMPOUNDMENTS, LANDFILLS AND LANO TREATMENT FACILITIES ON 
AND AFTER NOVEMBER 19, 1981. 

1. The facility has implemented one or more of the follov1ing alternatives with re
spect to the Groundwater Monitoring requirements in Sections 265.90(a) and 3745-
55-90-A: 

a) A Groundwater Monitoring System meeting the minimum requirements uf Sections 
265.91 and 3745-55-91 has been installed which is sampled, tested and oper
ated in accordance with the requirements of Sections 265.92, 265.93, 265.91, 
3745-55-92, -93 and -94. 

EPA 930" LJ-7 
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RCRA INTERIM STATUS INSPECTION FORM 

b) A waiver of all or part of the Groundwater Monitoring requirements l1as been 
obtained by demonstrating a low potential for the migration of hazardous 
wastes and constituents in accordance with the requirements of Sections 
265.90(c) and 3745-55-91-C. 

c) An alternate Groundwater Monitoring System Plan that was first submitted 
to the Regional Administrator/Director was implemented and is operated 
and maintained in accordance with Sections 265.90(d) and 3745-55-90-D. 

Subpart G: Closure and Post-Closure 

Yes No 

NOTE: THE FOLLOI/I NG REQUIREMENTS ARE APP LI CABLE TO BOTH DISPOSAL AND NON-DISPOSAL FACILITIES: 

1. A viritten Closure Plan is on file at the facility and contains the follov1ing 
elements: (Sections 265.112 and 3745-56-03) 

a) A description of how and when the facility will be closed (265.112(a)(l) 

Yes No 

1/ 

and 3745-56-03-A-1). L 
b) A description of ho\y any of the !1.Qill ica~l.§_ closure requirements in other 

Subparts of Sections 265 and 3745-55,-56,-57,-58 (Tanks, Surface Impound
ments, Landfills, etc.) will be carried out. 

c) An estimate of the maximum amount of hazardous wastes being treated or in 
storage at the facility. / y_ 

d') A description of steps taken to decontaminate facility equipment. _1:__ 

e) The year closure is expected to begin and a list of dutes over which the 
various phases of closure are expected to be completed. 1/ 

2. The Closure Plan has been amended within 60 days in response to any changes in 
facility design, processes or closure dates. 

E?A 9303 4-8 

/ 

--3L... 

N//\ Remark // 

1./ 
~ 

N/ A Remark II 



RCRA INTERIM STATUS INSPECTION FORM 

3. The Closure Plan has been submitted to the Regional Administrator/Director 180 
days prior to beginning·the Closure process. 

4. If Closure has been completed, the facility i•1as closed in a manner which mini
mizes any future problems in compliance with the Closure performance standard 
in Sections 265.111 and 3745-56-02. ' 

a) The facility has been closed within the time limits specified in Sections 
265. 113 and 3745-56-04. 

b} Upon completion of Closure all facility equipment and structures 1-wre de
contaminated and any hazardous residues were properly disposed of (265.114 
and 3745-56-05). · 

c) Completion of Closure has been certified to the Regional Administrator by 
the Ovmer/Operator and an independent Professional Engineer (265.115 and' 
3745-56-06). 

UOTE: THE FOLLOIHNG REQUIREMENTS ARE APPLICABLE TO ONLY DISPOSAL FACILITIES. 

5. A v1ritten Post-Closute Plan is on file at the faciii_ty which describes a11 Post
Closure activities and addresses all of the plan elements.required by Sections 
265. ll8(a) and 3745-56-08-A. 

6. The Post-Closure Plan has been amended within 60 days in response to any 
changes in facility design or operation. 

7. The Post-Closure Plan has been submitted to the Regional Administrator/Director 
180 days prior to beginning Closure. 

8. The Owner/Operator has submitted all of the information on prior use of the 
property required in Sections 265.119 and 3745-56-10 to the Local Land Au
thority·within 90 days after Closure is completed. 

EP.l\. 9jvJ 4-9 

Yes No N/ A Remark JI 

1/ 
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RCRA INTERIM STATUS INSPECTION FORM 

9. The property 01,ner has attacl1ed a notation to the property deed or other in
strument which will notify any potential purchaser that the property has been 
used to manage hazardous waste and future use of the property is restricted 
under Sections 265.ll?(c) and 3745-56-08-C as required in Sections 265.120 
and 3745-56-10. 

Subpart H: Financial Requirements 

Yes 

A written cost estimate for Closure of the facility (by the methods and pro
cedures specified in the facility Closure Plan) is available for review on 
and after May 19, 1981 (Sections 265.142 and 3745-56-32). \I" 

No Remark II ----

NOTE: REGULATIONS PROMULGATED IN 46 FR 2877-2892 IN REGARD TO FINANCIAL REQUIREMENTS HAVE BEEN STAYED UNTIL 
OCTOBER 13, 1981 AND MAY BE AMENDED OR REPROPOSED AT THAT TIME. 

REMARKS, PART 4. GENERAL INTERIM STATUS REQUIREMENTS 
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Re: Application Number 81-HW-0132 
Cuyahoga County 

August 26, 1981 

Edwin Frye 
Assistant Chief Plant Engineer 
Union Carbide Corporation 
Carbon Products Division 
P.O. Box 6087 
Cleveland, Ohio 44101 

Dear Mr. Frye: 

On July 22, 1981, Richard Shandross of the U.S. EPA conducted an inspectioh 
of your f~cility, as part of the Hazardous Waste facility permit review 
process. Your facility was represented by Edwin Frye. 

Enclosed are two fonns. The one titled "TREATMENT, STORAGE AND DISPOSAL 
FACILITY 11 is a copy of the fonn used during the inspection to evaluate 
your facility. 

The other fonn, "DEFICIENCY NOTIFICATION TABLE", rel ates to the "TREATMENT, 
STORAGE AND DISPOSAL FACILITY 11 fonn and specifies what action must be 

- taken where deficiencies were noted. A mark in column four of the 
"DEFICIENCY NOTIFICATION TABLE" denotes a violation of current regulations 
or pinpoints areas which will be covered by regulations not yet effective . 
The capital letter codes in column four are explained on the last page 
of the "DEFICIENCY NOTIFICATION TABLE". 

You are hereby advised that total compliance with '!;he regulations contained 
in 40 CFR 265 is required as a condition of continuing interim status with 
the U.S. EPA. Failure to list specific deficiencies in this communication 
does not relieve you from the responsibility of complying with all applicable 
regulations. 

Very truly yours, 

/~/~ 
_ Paul Flanigan, P.E. 
Hazardous Waste Materials Management 

PF/bsr 

cc: · Kathleen Homer, U.S. EPA, Region V 
Richard Shandross, U.S. EPA, REgion V 
NEDD 

CERTIFIED MAIL 

State or Ohio Environmental Protection Agency 
Box 1049, 361 E. Broad St., Columbus, Ohio 43216 • (614) 466-8565 

James A. Rhodes, Governor 
Wayne S. Nichols, Director 



__ , ? ,· - Ht11e-.()r3 -2. 
E - IDEN 1 ff IC-ATION NUMBER 

(if Applicable) 
EPA IDENTIFICATION NUMBER 

RCRA INSPECTION REPORT ~ INTERIM STATUS STANDARDS 
TREATMENT, STORAGE, AND DISPOSAL FACILITIES 

Fann A - General Facility Standards 

I. General Infonnation: 

Facility Name : ll,v--~ <0-JJ-.. ;R-<- - C~.A/4fr\. fr ,;cit( c. 7 5 'JJiu, 

Street : / / 7 oc; M a di 5 0 .., /}V'f.. 

Ci ty : Cl--eve {avicf (D) State: O?Jr"o (E) Zip Code : C/9/0i ----=-....:.......;:'-'------- -------
Phone : ( ),11:,) 2 ~ 6 Lt 2,,, (G) County : Cu vahuqa 

--"------"'-------- J ] . 

Operator: 

Street : 

I . 

f 1,. 13 rx h o ! ? 

City: _______ (L) Zip Code _ ________ (K) State: 

___________ (N) County : Phone : 

Owner: 

Street : 

City: --------- (R) State: ------- (S) Zip Code : 

Phone: ( U) County : -----------
Date of Inspection : ~ ==---=--.e..- (W) Time of Inspection (From) /.'vO/ (To) /j3)p 

Weather Conditions : 

7-1-81/J.B. 



(Y) Pers0n(~) Interviewed 

E Jv,;v, f rt/<_ 

(Z) Inspection Pa rticipants 

f,J,_AvJ .J Wi/tnc ---.. 

(AA) Preparer Infonnation 

Title 

Asst. c~,ct At- _~:) -
Sort d· Ml\r~1l,· . -

Agency/Title 

-O"l-ff1 ·/-:.."'rf "·fht1· .. . -
I 

Telephone 

( LJ b )- rt-,7-{ -~I If 

~ -\'~) 22.\J 1, i -z:1 

Telephone 

(3t z) ~f b ~ 1 1 t 

r lephone ,/ 3n .. )' ?RC-&! ~b 

II. SITE ACTIVITY: 

Complete sections I through VII for all treatment, storage, and/or disposal 
facilities. Complete _the forms (in parenthesis) in section VIII corresponding to 
the site activitfes identified below: 

~ ~~~ ~·d/or Treatment 
Containers (I) 
Tanks (J) 
Surface Impoundments (K) 

4. Waste Piles (L) 

B. Land Treatment (M) 

c. Landfills (N) 

D. Incineration and/or Thennal Treatment 
(O and P) 

E. Chemical, Physical, and Biological 
Treatment (Q) 

NOTE: If facility is also a generator or transporter of hazardous waste complete 
sections IX and X of this form as appropriate. 

2 
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1II. GENERAL -FACILITY STANDARDS: 
(Part 265 Subpart B) 

Yes No NI* Remark 

(P' Has the Regional Administrator 
been notified regarding: 

1. Receipt of hazardous 
waste from a foreign source? 

2. Facility expansion? 

~ General Waste Analysis: 

2. 

Has the owner or operator obtained 
a detailed chemical and physical 
analysis of the waste? J 
Does the owner or operator have 
a detailed waste analysis plan 
on file at the facility? _/_ 

3. Does the waste analysis plan 
specify procedures for inspection 
and analysis of each movement of 
hazardous waste from off-site? 

(C) Security - Do security measures include: 
(if applicable) 

l. 24-Hour surveillance? 

2. Artificial or natural / 

V 
7 

barrier around facility? 
/ \.) -

Controlled entry? ~ . ~ - _ 

r4t 

3. 

4. ~~~~:~c!~gn(s) ~~ '0;,u ½Y / 
~-t} 

Do Owner or Operator Inspections 
Include: 

1. Records of malfunctions? 

2. Records of operator error? 

3. - Records of discharges? 

*l'tot Inspected 
3 

2(,h 13(b) 

J I 

( 

~ 

* w 
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-111 • . GENERAL FACILITY STANDARDS - Continued 

'1.. Inspect i on schedule? 

5. Safety , emergency equipment? 

6. Security devices? 

7. Operat i ng and structural 
dev ices? 

8. Inspection l og ? 

( , Do personnel training records 
include: 

1. Job titles? 

2. Job desc riptions? 

3. Desc ri ption of tra i ning? 

4. Records of training? 

Yes No 

r) 

\ --

I 
t..l 

_j_ 
_Ji. 

5. Have faci l ity personnel received , 
required training by 5-19-81? i._ 

6. Do new personnel receive 
required training within 
six months? 

If required, are the following special 
requirements for ignitable, reactive, or 
incompatible wastes addressed? 

J 

1. Special handling? _j[_ 
2. No smoking signs? 

3. Separation and protection 
from ignJtion sources? 

· 4 

NI Rema rks 

(7) 

Rev. 7/1/81 



IV . PREPAREDNESS AND PREVENTION : 
(Part 265 Subpart C) 

C~) Maintenance and Operation 
of Facility : 

Is there any evidence of fire, 
explosion, or release of 
hazardous waste or hazardous 
waste constituent? 

(B) If required , does the facility 
have the following equipment : 

1. Internal commun ications or 
alarm systems? 

2. Telephone or 2-way radios 
at the scene of operations? 

3. Portable fire ext i nguishers , 
fire control, spill control 

,_,equipment and decontaminat ion1 
L equipment? 

Yes No 

- _/_ 

j_ 

_j_ 

j_ _ 
Indicate the volume of water and/or foam available 

(C) Testing and Maintenance of 
Emergency Equipment : · 

1. Has the owner or operator 
established testing and 
maintenance procedures 
for emergency equipment? 

Is emergency equipment 
maintained in operable 
condition? 

(D) Has owner or operator provided 
immediate access to internal 
al arms? (if needed) 

(E) Is there adequate aisle space 
for unobstructed movement? 

v 
j 

5 

NI Remarks 
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- v. C. fINGENCY PLAN AND EMERGENCY PRL 
(Part 265 Subpart D) 

Does the Contin·gency Plan contain the 
following information: Yes 

l • 

2. 

3. 

4. 

5. 

The actions facility personnel 
must take to comply with 
§265 . 51 and 265 . 56 in response 
to fires , explosions, or any 
unplanned release of hazardous 
waste? (If the owner has a Spill 
Prevention, Contr ol , and Counter-
measures (SPCC) Plan, he needs 
only to amend that plan to 
incorporate hazardous waste 
management provisions that are 
sufficient to comply with the 
requirements of this Part (as I-applicable . ) 

Arrangements agreed by local 
police departments, fire departments 
hospitals, contractors, and State 
and local emergency response teams 
to coordinate emergency services ·I pursuant to §265 . 37? 

Names, addresses, and phone 
numbers (office and home) of all 
persons qualified to act as 

_:L emergency coordinators? 

A list of all emergency equipment 
at the facility which includes the 
location and physical description 
of each item on the list and a 
brief outline of its capabilities? 

An evacuation plan for facility 
personnel where there is a possibility 
that evacuation could be necessary? 
(This plan must describe signal(s) 
to be used to begin evacuation, 
evacuation routes, and alter nate 
evacuation routes?) 

I 

6 

No 

-

NI 

_OURES : 

Remarks I ')' • ,,. p.. ll 
(.. ~ , 

~ 
~'J.J 
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·v. ·-coNTINGENCY PLAN AND EMERGENCY PROCEDURES - Continued 

Yes No 

(P~ Are copies of the Contingency Plan 
available at site and local emergency / 
org ani zat ions? 

{C) Emergency Coordinator 

l. Is the facility Emergency 
Coordinator identified? 

2. Is coordinator familiar with 
all aspects of site operation 
and emergency procedures? 

3. Does the Emergency Coordinator 
have the authority to carry out 
the Contingency Pl an? 

{D) Emergency Procedures 

If an emergency situation has occurred 
at this facility, has the Emergency 
Coordinator followed the emergency 
procedures listed in 265.56? · 

J 

j 

NI Remarks 

,V'I. 
( 

/h,<) ),,,..,,J7 
MANIFEST SYSTEM, RECORDKEEPING, AND REPORTING 1 

(Part 265 Subpart E) 'D · 

(A) Use of Manifest System 

1. Does the facility follow the 
procedures listed in §265 . 71 for 
processing each manifest? 
(Particularly sending a copy of 
the signed manifest back to the 
generator within 30 days after 
deli very.) 

2. Are records of past shipments 
retained for 3 years? 

(B) Does the owner or operator meet 
requirements regarding manifest 
discrepancies? 

Yes No NI J\~rks .~ &\f"~ ~ : 

7 
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I. RECORDKEEPING - Cont inued 

) Operating Record 
Yes No NI Remarks 

1 • Does the owner or operator 
maintain an operating 
record as required in i_ 265.73? - -

2. Does the operating· ·record 
contain the following 
information: 

**b. The method(s) and date(s) 

I of each waste 1 s treatment, 
storage, or disposal as 
required in Appendix I? 

c. The location and quantity 
of each hazardous waste ;I within the facility? 

***d. A map or diag ram of each 
cell or disposal area 
showing the location and 
quantity of each hazardous 
waste? (This information 
should be cross-referenced 
to specific manifest 

JJ[r; ~ ~r~-9 number, if waste was 
accompanied by a ma nifest.) - - - ' e. Records and results of al l 
waste analyses, trial tests , 
monitoring data, and operator I J~ f ~ .. Cl '"".2 1,1 V'.i inspections? - -

' r / 

f . Reports detailing al l 
incidents that required ~1 A implementation of the 

M.A ~.P/rk Contingency Plan? - -
g. All closure and post closure 

/ costs as applicable? - -

** See page 33252 of the May 19, 1980, Federal Register. 

*** Only applies to disposal facilities 

8 
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(.(r 

VII . CLOSURE .AND .POST .CLOSURE 
(Part 265 Subpart G) 

Closure 

1. Is the facility closure 
plan available for inspection? 

2. Has this plan been submitted to 
the Regional Administrator 

Yes No 

j 
( 

NI Remarks 

3. Has closure begun? 

4. Is the written closure 
cost estimate available? 

I ~~,JS [F , }"" 

(B) Post closure care and use of property rJ / f'r ;:-~) 
1. Is the facility post-closure 

plan available for inspection? 

2. Has this plan been submitted to 
the Regional Administrator? 

3. Has the post-closure period begun? 

4. Is the written post-closure cost 
estimate available? 

VIII. FACILITY STANDARDS 
(Part 265, Subparts I thru R) 

I 
. USE AND MANGEMENT OF CONTAINERS 

Facility Name: Li,--~~-, Co~l\.t:J~ ~)r1JY~ fJL~Jv-Zt ~~'J'": 

1. Are containers in good condition? 

2. Are containers compatible with waste 
in them? 

3. Are containers managed to prevent 
leaks? 

4. Are containers inspected weekly for 
leaks and defects? 

9 

Yes No 

~( 

/ 
' 

J 

·I 

Date of Inspection : 
7 l?..-'f J 

NI Remarks 

Rev. 7/1/81 



Yes No NI Remarks 
5. Are ignitable and reactive wastes 

stored at least 15 meters (50 feet) 
from the fac ili ty property line? 
(Indicate if waste is ignitable or / 
reactive). · 

6. Are incompatible wastes stored in 
separate containers? (If not, the 
provisions of 40 CFR 265 .l ?(b) 
apply.) 

7. Are containers of incompat ibl e 
waste separated or protected from 
each other by physica l barriers 
or sufficient distance? 

Facility Name: 

1. Are tanks used to store only those 
wastes which will not cause corrosion, 
leakage or premature failure of the 
tank? 

2. Do uncovered tanks have at least 
60 cm (2 feet) of freeboard , or· 
dikes or other containment 
structures? 

3. Do continuous feed systems have 
a waste- feed cutoff? 

4. Are waste analyses done before the 
tanks are used to store a substan
tially different waste than before? 

5. Are required daily and weekly 
inspections done? 

6. Are reactive & ignitable wastes 
in tanks~ rotecte(b or rendered non
reactiv~nitable? 

I 

Indicate if waste is ignitable or 
reactive. (If waste is rendered 
non-reactive or non-ignitable , see .} 
treatment requirements.) 

10 

of Inspection : ---------



7. Are inc~mpatibl~ wastes 
stored in separate tanks? 
(If not, the provisions of . / 
40 CFR 265 .1 7(b) apply .) rJ/A /M,"-€_ --- 7 
Has the owner or operator observed the National Fire Protection Assoc iations .i::f::--f~ 
buffer zone requirements for tanks containing ignitable or reactive wastes? 1.J'l.L 

Tank capacity: (0°0< 1 gallons -~---;~r\_c( 
Tank diameter : 4. "~· b feet .:: c/ ~'\ ~ 

J ~ ,2s f ~ -1- ... ·.J ~ L 
Distance of tank from property line t\_,3 )0 feet --.:~....;_ _____ _ 
(See table 2 - l through 2 - 6 of NFPA 1 s "Fl ammable and Combustible Liquids 
Code - l97t1 to detennine compliance.) 

~ CE IM~OUNDMENTS N /Ps--------
-

~ (oJ--A 
1 

~.oJ;~ 
1 ~J,_, 

Facility Name : _____ __________ Date of Inspect i on : ______ _ 

1. Do surface impoundments have 
at least 60 cm (2 feet) of 
freeboard? 

2. Do earthen dikes have protective 
covers? · 

3. Are waste analyses done when the 
impoundment is used to store a 
substantially different waste 
-than before? 

4. Is the freeboard level inspected 
at least daily? 

5. Are the dikes inspected weekly 
for evidence of leaks or 
deterioration? 

6. Are reactive & ignitabl e wastes 
rendered non- reactive or non
ignitable before storage in a 
surface impoundment? (If 
waste is rendered non-reactive 
or non-ignitable, see treatment 
requirements.) 

Yes No NI Remarks 

11 
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7. Are incompatibl~ wastes 
stored in separate tanks? 
(If not, the provisions of 
40 CFR 265.17(b) apply.) 

Has the owner or operator observed 
buffer zone requirements for tanks 

the National~re Protectln Associations .. ~f ( 
containing ignitable or reactive wastes? -!p.L -

Tank capacity : 10oC'(' gallons ~\_J 
Tank diameter: IJ.! 0 

~,.. b fee! .::: r/ L '\ ~ ~ ~ 
) ~ JS ,f..;. I- .., ~J ~ .l 

Distance of tank from property li ne ., . .,__ JOO feet -----------

~ (o,J-/i I 

~~t-~, 
1 ~J"p__, 

(See table 2 - 1 through 2 - 6 of NFPA's "Flammable and Combustible Liquids 
Code - 1977" to determine compliance.) 

Facility Name: 

<::FACE IM~OUNDMENTS iJ / Ff ----
Date of Inspection : 

1. Do surface impoundments have 
at least 60 cm (2 feet) of 
freeboard? 

2. Do earthen dikes have protective 
covers? · 

3. Are waste analyses done when the 
impoundment is used to store a 
substantially different waste 
than before? 

4. Is the freeboard level inspected 
at least daily? 

5. Are the dikes inspected weekly 
for evidence of leaks or 
deterioration? 

6. Are reactive & ignitable wastes 
rendered non-reactive or non
ignitable before storage in a 
surface impoundment? (If 
waste is rendered non-reactive 
or non- ignitable, see treatment 
requirements.) 

Yes No NI Remarks 

11 
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Yes No NI Remarks 

7. Are incompatible wastes stored 
in different impoundments? (If 
not, the provisions of 40 CFR 
265.17(b) apply.) - -

L Nil (_ ) WASTE PILES --
Facility Name: Date of Inspection: 

Yes No NI Remarks 

1 • 

2. 

3. 

Are waste piles covered or protected 
from dispersal by wind? 

Is each in-coming mo vement of 
waste analyzed before being added 
to the waste pile? 

Are leachate, run-off, and run-on 
controlled as per the requirements 
of 265.253? (The effective date 
of this provision is Nov . 19, 1981.) _ 

4. Are reactive & ignitable wastes 
rendered non-reactive or non
ignitable before storage in a 
pile? Indicate if waste is 
ignitable or reactive. (If 
waste is rendered non-reactive 
or non-ignitable, see 
treatment requirements.) 

5. Are piles of reactive or 
ignitable waste protected 
from materials or conditions 
that might cause them to ignite 
or react? 

6. Are incompatible wastes stored in 
different piles? (If not, the 
provisions of 40 CFR 265. 17(b) 
apply.) 

7. Are piles of incompatible waste 
-protected by barriers or distance 
from other waste? 

*Not Inspected 
12 

-------
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M 

LAND TREATMENT 

Faci 1 ity Name: Date of Inspection: ------------------------

l. Is treated hazardous waste capable 
of biological or chemical 
deg rad at ion? 

2. Are run-off and run-on diverted 
from the facility or collected 
(Effective date: November 19, 
1981)? 

·, 

3. Is waste analyzed according 
to 265.273? 

4. If food chain crops are grown 
at the facility, has the owner 
or operator addressed the 
requirements of 265.276? 

5. Is an unsaturated zone moni
toring plan designed and 
implemented to detect the 
vertical migration of 
hazardous waste and provide 
information on the background 
concentrations of the hazardous 
waste available? 

6. Does the unsaturated zone moni
toring plan address the minimum 
information specified in 265.278? 

7. Are records kept regarding appli
cation dates and rates, 
quantities, and locations, of 
all hazardous waste placed in 
the facility? 

8. Are the special requirements 
fulfilled regarding land treatment 
of ignitable or reactive wastes? 
(Indicate if waste is ignitable 
or reactive.) 

9. Are incompatible wastes land 
treated? (If yes, 265.17(b) · 
applies) 

Yes No 

13 

NI Remarks 
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N 
( 

" LJ\iiDFILLS 

Fac ~~i ty Name: Date of Inspection: 

(A) General Oper ating Requi r ements 
Does the fac il ity pr ovide the fol lowing: 

**l. Diversion of run-on away from 
active po rti ons of the fill? 

**2. Collection of r un- off from active 
portions of the fill? 

**3. Is collected run off treated? 

4. Control of wind dispersal of 
hazardous waste? 

(**Effective 11-19-81) 

(B) Surveying and Recordkeepi ng 
Does the Operating Record Include: 

l. A map showing the exact location 
and dimens i ons of each cel l? 

2. The contents of each cell and the 
location of each hazardous waste 
type withing each cell? 

(C) Closure and Post- Closure 

l. Is the Closure Plan available? 

2. Has this plan been submitted to 
the Regional Administrator? 

3. Has closure begun? 

4. Is the cl osure cost estimate 
availabfe? 

(D) Special requirements fo r igni tabl e or 
reactive waste 

Are ignitable or reactive waste 
treated so the resul ting mixture 
is no longer ignitable or reactive? 
(Indicate if waste is ignitabl e or 
r eactive.) 

Yes No NI Remarks 

14 
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Note: If waste is rendered non-reactive or non-ignitable see treatment requirements. 
If not, the provisions of 40 CFR 265.l?(b) apply. 

(E) ~pecial Requirements for Incompatible 
..iastes. 

(F) 

Does the owner or operator dispose 
of incompatible waste in separate 
cells? (If not, the provisions of 
40 CFR 265.l?(b) apply.) 

Special requirements for liquid waste 
(effective 11-19-81) 

l • 

2. 

3. 

Are bulk or non-containerized 
liquids placed in the landfill? 

Does the la~dfill have a chemically 
and physically resistant liner 
system? 

Does the landfill have a functional 
leachate collection system? 

4. Are free liquids stabilized prior 
to or immediately after placement 
in the landfill? 

(G) Special requirements for Containers 
(effective 11-19-81) 

Are empty containers crushed flat, 
shredded, or similarly reduced in 
volume before being buried beneath 
the surface of the landfill? 

Yes No NI 

15 
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0 and P ijr t:--.. 
INCINERATION and THERMAL TREATMENT v~ 

(A) Faci1ity Name : 

(B) Date of Inspection: 

I . Determination of Steady State 

(A) Type of un i t (i . e., type of incinerator or thermal treatment) : 

(B) Components and steady state condition : 

was each component at steady state prior to adding waste? 

1 • 

2. 

3. 

4. 

5. 

Component Yes No NI 

II. Waste Analysis 

Remarks 

(A) Minimuim requirements, for wastes not prviously burned/treated. 

1. Required analyses; has an 
analysis been performed for 
the f o 11 owing? 

a. Heating value 

b. Halogen content 

c. Sulfur content 

Yes No NI Remarks 

16 
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?. Has documented or written data 
been substituted for analysis 
of either: 

a. Lead? 

b. Mercury: 

Yes No NI Remarks 

(B) List other paramters for which the waste is tested to enable owner or operator to 
establish steady state or determine the types of pollutants which may be emitted. 
(Note in Remarks any which you feel should be tested.) 

Remarks 

l • 

2. 

3. 

4. 

5. 

II I. Monitoring and Inspect i ans 

(A) Are combustion/emission control 
instruments monitored at least every 
15 minutes? 

(B) Is steady stte maintained or 
corrections attempted? 

(C) Is stack plume observed at least 
hourly for normal color and opacity? 

(D) Did any stack observations made by 
owner or operator show a plume 
different than normal?** 

(E) If yes to D above, were corrections 
made to return emissions to normal 
apperance?** 

(F) Are the complete unit and associated 
equipment inspected daily for leaks, 
spills, and fugitive emissions? 

Yes No NI 

**Specify in Remarks for what period of time this was checked. 
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(G' Are emergency shutdown controls and 
system al arms checked daily for 
proper operation? 

Yes No NI 

IV. Open Burning 

Remarks 

(A) Only complete this part if the facility open burns hazardous waste. 

1. Does this facility burn .9.!!J.1. 
waste explosives? (A No 
answer means other hazardous 
waste is open-burned.) 

2. It this facility open-burns 
waste explosives, does it 
burn the waste at a distance 
greater than or equal to the 
minimum specified distance 

(below) 

Yes No NI Remarks 

Pounds of waste explosives 
or prope 11 ants 

Minimum distance from open 
burning or detonation to the 

property of others 

Oto 100 •.•..••••••••••...••.. 
101 to 1,000 ................. . 
1,001 to 10,000 •••.•••••.••••• 
10,0001 to 30,000 ••••••••••••• 

18 
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( Q 

CHEMICAL, PHYSICAL and BIOLOGICAL TREATMENT 

Facility Name : 

Date of Inspect i on : 

l. Is equipment used to treat on ly 
those wastes which will not cause 
l eakage , corrosion, or premature 
failure? 

2. Is a continuously fed system 
equipped with a means of hazardous 
waste inflow stoppage or control 
(e.g., cut-off system?) 

3. Has the owner or operator addressed 
the waste analysis requirements of 
265.402? 

4. Are inspection procedures followed 
accdrdirg to 265.403? · 

5. Are the special requirements 
fulfilled for ignitable or reactive 
wastes? 

6. Are incompatible wastes treated? 
(If yes, 265 . 17(b) applies.) 

Yes No NI Remarks 

Note: EPA has temporarily suspended the applicability of the requirements of the 
hazardous waste regulations in 40 CFR Parts 122, 264 and 265 to owners and 
operators of (1) wastewater treatment tanks that receive, store, and treat 
wastewaters that are hazardous waste or that generate, store or treat a 
wastewater treatment sludge which is a hazardous waste where such wastewaters 
are subject to regulation under Sections 402 or 307(b) of the Clean· Water Act 
(33 u.s.c . 1251 et seq.) and (2) neutralization tanks, t ransport vehicles, 
vessels, or containers which neutralize wastes which are hazardous only 
because they exhibit the corrosivity characteristics under 40 CFR §261.22, 
or are listed as hazardous wastes in Subpart D of 40 CFR Part 261 only for 
this reason. 
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IX 

Complete this section if the owner or operator of a TSO facility also generates 
hazardous waste that is subsequently shipped off-site for treatment, storage, or 
disposal. 

1. MANIFEST REQUIREMENTS 

(A) Does the operator have copies 
of the manifest available for 
review? 

(B) Do the manifest forms reviewed 
contain the following information: 
(If possible, make copies of, or 
record information from, mani
fest(s) that do not contain 
the critical elements) 

1. Manifest document number? 

2. Name, mailing address, telephone 
number, and EPA ID number of 
Generator 

3. Name and EPA ID ·Number of 
Transporter( s)? 

4. Name, address, and EPA ID 
Number Designated permitted 
facility and alternate facility? 

5. The description of the waste(s) 
(DOT shipping name, DOT hazard 
class, DOT identification number)? 

6. The total quantity of waste(s) and 
the type and number .of containers 
1 oaded? 

7. Required certification? 

8. Required signatures? 

(C) Did the generator receive a signed 
copy of each manifest from the 
designated facility within 35 days? 

Yes No NI Remarks 

_L 

/ 

I 
-J 
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(D) 

(E) 

l. If not~ was an Exception Report 
submitted to the Regional Admini
strator? 

2. Was the Exception Report submitted 
within 45 days of the date of the 
waste was accepted by the initial 
trans porter? 

If an Exception Report was submitted, 
did it contain the following information: 

1. A legible copy of the manifest 
for which the generator does not 
have confirmation of delivery? 

2. A cover letter is signed by the 
generator or his representative 
explaining the efforts taken to 
locate the hazardous waste and the 
results of those efforts? 

How many manifests were checked during 
the inspection? 

(F) Describe the generators system for 
tracking manifests: 

Yes No NI Remarks 

2. PRE-TRANSPORT REQUIREMENTS 

(A) Is waste packaged in accordance 
with DOT regulations? 
(Required prior to movement of 
hazardous waste off-site) 

(B) Are waste packages marked and labeled 
in accordance with DOT regulations 
concerning hazardous waste materials? 
(Required to movement of hazardous 
waste off-site) 

(C) If required, are placards available 
to transporters of hazardous waste? 

21 
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Omit Sectton-3 if the fac,. 1ty has interim status and its , ~rt A pennit application 
describes storage 

3. On Site Accumulation 

1. Are containers marked with 
start of accumulation date? 

2. Are the containers of hazardous 
waste removed from installation 
before they can accumulate for 
more than 90 days? 

3. Are wastes stored in containers 
managed in accordance with 40 
CFR Part 265.174 and 265.176 
(weekly inspections ignitable or 
reactive waste located at least 
15 meters (50 feet) from 
facility's property line? 

4. If waste are stored in tanks, are 
the tanks managed according to the 
following requirements? 

a. 

b. 

c. 

d. 

e. 

Are tanks used to store only 
those wastes which will not 
cause corrosion leakage or 
premature failure of the tank? 

Do uncovered tanks have at 
least 60 cm (2 feet) of 
freeboard, dikes, or other 
containment structures? 

Do cont i nous feed systems have 
a waste-feed cutoff? 

Are required daily and weekly 
inspections done? 

Are reactive & ignitable wastes 
in tank ks protected or rendered 
non-reactive or non-ignitable? 
(If waste is rendered non
reactive or non-ignitable, see 
treatment requirements.) 

-f. Are incompatible waste stored 
in separate tanks? (If not, 
the provisions of 40 CFR 
§265. 17 ( b) apply. ) 

Yes No NI 

- -

-- -

- -

-- -
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VI. RECORDKEEPING and REPORTING 
(Part 262, Subpart D) 

(A) Are Manifests, Annual Reports, 
Exception Reports, and all test 
results and analyses retained for 
at least three years? 

(B) Has the generator submitted Annual 
Reports and Exception Reports as 
required? 

Yes No NI 

VIII. INTERNATIONAL SHIPMENTS 
(Part 262, Subpart E) 

Has the installation imported or 
exported Hazardous Waste? 

Yes No NI 

(If answered Yes, complete the following as applicable.) 

1. Exporting Hazardous waste; has a 
generator: 

a, Notified the Administrator in 
writing? 

b. Obtained the signature of the 
foreign consignee confiming 
delivery of the waste(s) in 
the foreign country? 

c. Met the Manifest requirements? 

2. Importing Hazardous Waste; has 
the generator met the manifest 
requirements? 

23 

Remarks 

Remarks 

Rev. 7-1-81 



X 
TRANSPORTER REQUIREMENTS 

40 CFR Part 263 

Complete this Section if the owner or operator transports hazardous waste. 

I. MANIFEST SYSTEM and RECORDKEEPING 
(Subpart B) 

Are copies of the completed manifests 
of shipping paper(s) available for 
review and retained for three years? 

Yes No NI 

II. INTERNATIONAL SHIPMENTS 

(A) Does the tranporter record on the 
manifest the date the waste left the 
U.S.? 

(B) Are signed completed manifest(s) on 
file? 

Yes No 

v~ MISCELLANEOUS 

(A) Does transporter trnsport hazardous 
waste into the U.S. from abroad? 

(B) Does the transporter mix hazardous 
waste of different DOT shipping 
descriptions by placing them into a 
single container? 

Yes No 

NI 

NI 

Remarks 

Remarks 

Remarks 

NOTE: If (A) or (B) were answered "Yes" then the transporter is also a Generator and must 
comply with the Generator regulations. 
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I . 

REMARKS 

~se thi~ section to briefl~ describe site activities observed at the time of the 
1nspect1on. Note any possible violations of Interim Status Standards. 

f~ ~ d«l /4v ... f,~ ~ ¼U~ I~ ~.,v.Y ·t,11/t-~ 

;v.",L,t ~{ ~ /-'.,;;t;,_ . . , ~ ,fl.:) r~ 

M~ ~-R., i ~~) t(,~ Oil -~ s.Jo . o~-,L MfJJ~v ~-v1,;_., to.frb, 

~) <L{prJ- 'fo .J~ ~~--'"l'"'t A.-(~~,rv tv.17~ • 

,f).,.,.,,,. µ,.,,,.,. ' ,,..li.,_ ..,..,tj .,.; A I p' ,J (,. I ,W'A'- ~.Je I~ • ~ 
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:;!e-.dse prl,/'. or type in the unshaded areas or{. 
(fill-in areas are spaced for elite type, i.e., 1 i ... irsfinchJ. 

U,S, ENVIRON~ENTAL PROTECTION AGENCY 

GENERAL'INFORMATION 

G"!:MERAL INS-TRUCTIONS 

If a preprinted label has been provided, affix 
It · In the designated $pace. Review the inform
ation cart.fully; If any of It It Incorrect, crQSS 
through It· end enter the correct data In the 
appropriate fill-In ares below. Also, if any of 
the preprinted data la absent '(-the ares to the 
/eff of ths label ,Pl/CO 11,u ths lnfonnatfon 
th11t should sppearJ •. please provide It -in the 
proper fill-in area(:) below, If the label Is 
complete and correct, you need not complete 
Items I, lit, V, end VI (excspt Vl·B which 
mun· be completed rsgardlei1J. Complete all 
items lf no label has been provided. Refer to 
the Instructions for detailed item descrlp
tloni and for the legal authorlzatlon1 under 
which this data 11 collected, 

INSTRUCTIONS: Complete A through J to determine whether you need to submit any permit application forms to the EPA. If you answer "yes• to any 
que;tions, you must submit this form and the supplamentat form listed in the parenthesis following the question. Mark "X" In the box in the third column 
If thuupplemental fonn ls attached. If you 1n~r "no" to each quettlon, you need not submit any of these forms. You may an~r "nl>" if your activity 
is excluded from permit requlrement1; sea Section C of the Instructions. See elso, Section D of the lnrtruttlon, for definitions of bold-laced tarms. · 

6-PECIF"IC QU£ST10NS 

A.. II th_l1 facility· a pubUcly owned treatment work& 
Which results in «.- dlschargt to 'waters of the U.S.? 
(FOAM 2A) 

E. Does or will thls facility treat, store, or dispose of 
hazardous wutes7 (FORM 3) 

o you or w1 you 1nJect at t 11 ac1 1 y any pro uce 
water or other fluids which ere brought to the suriace 
in connection with conventional oil or natural gas pro• 
duction, inject fluids used for enhanc&d recovery of 
oil o.r naturaf gas, or inject fluids for rtorega of liquid 
h drocarbon,1 !FOAM 4) 

X 

.. " 

X 

s t s ac1 rty a propos stet onary source w 1c 1t 
one of the 28 Industrial categories listed in the in
structions and ·which. will potentially emit 100 tons 
per yasr ·of any air pollutant regulated under the 
Clean Air Act and may affecf or be located in en 
atti5lnment area? (FORM 6) 1---1---'---_, 

Ill, NAME OF FACILITY 

0 B OX 

MADISON AVE. 

a. COlJNTV NAME 

CUYAHOGA .. 
C, CITY OR TOWN 

C 

6 C L E V E L A N D 

EPA Form 3510-1 (6-801 

SPECIFIC QUESTIONS 

0~ or will this fac:-iltty (either e:,c/ning or propO#Jd) 
Include e eoncentnrted animal fMcflng operation or 
aqultlc •nlmal production faclltty which results in • 
diooha,go to waten of ll1e U.S.? (FORM 28) 

H. Do you or will you inject at thit facility fluids for spe
cial processes such as mining of sulfur by the Frasch 
process, 10lutlon mining of mineral11 in situ combus
tion of fossil fuel. or recovery of geothermal energy? 
(FOAM 4) 

I I SCI ity 8 propo stat nary ,ource W IC is 
NOT one of the 28 industrial categories ll1ted in the 
Instructions and which will potentially emit 260 tons 
per year of any air pollutant regulated under the Clean 
Air Act and may affect or be located in an attainment 
erea? (FORM 51 

.. 

X 

n tt .. 
X 

" 
X 

" 
X 

" .. 
X 

~'OV 18 1980 
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ft, 9TR.&t£i' OR P.0, BOX 

!fr, CITY OR TOWN 

LAND 

)(, E)(IS'TING ENYIRONMENTALPERMITS 

11,.; NP:D.l!t&, (Dlsciftjei.to 8Ut'f'ac• Weter) 

N A 
• u u 

a. .u 1c (Undetground Injection -0/ Fluids) 
C T < 

9 U N 
u 14 n n 

c, RCRA (Ha:z.ardou, Wastes) 
C T , 

9 A 

C 

9 p 
UUl11 

C ' 

9 
JOUUHII 

NA 

E. OTHER (specify) 

" 
E. OTHER (specify) 

II. $EC:ONO 

GRAPHITE 'SHEET, 
GASKETS 

D, FOURTH 

(specify) 

SEE ATTACHMENT I 

& 

8 2 4 

XU, NATURE OF BUStNESS (provide a brief description 

This manufacturing plant produces: 
and Gaskets, Boron Nitride Labware, 

Graphite Heat Exchangers and Parts, Graphite Packing 
Shapes and Powders. 

·, ' ' 

)(111,..CERTIFICATION (tee /n,tructlon,/ 

·, certif? under {Je(lalty of law that I have personally examined and am familiar with the information submitted In thl• application and all 
'.'attachments and that, based. on my inquiry of those persons Immediately responsible for obtaining the Information contained in the 
appllcation, I believe that the information is true, accurate and complete. I em aware that there are •ignificant penalties for submitting 

·/alseinformljt/on;including the possibility of fine and Imprisonment. 
A. NAME e. OFFICIAL TITLE (type or print} 

R. G. Russel 
Vice President & General 

COMMENTS FOR OFFICIAL USE ONLY 

REVERSE 

C. DATE SIGNED 

\ 



Pi~a'le prin! 0r type in the unshaded areas on~·"-· (. · 
(fi/1~-in areas are spaced for elite type, i.e., 1?\ .·".;.fi;;m~c;;h~i:;,· _________ _,..,. ___ _ 

FORM _ , u.s°7"£NVIRONMENTAL, PR6Tll:C:TION A(ilENCY- - ·. _ 

3 ~ EDA . HAZARDOUS WASTE PERMIT APPLICATION 
~a,' r/-\. Con~'Olldated Permit: Program 

RCRA (Th~ information i• required under Section 3005 of RCRA.) 

FOR OFFICIAL USE ONLY 

Place an "X" in the appropriate box ln A or B below (mark one box only) to indicate whether thit it the fitst applie&tion you_~ submitting-for your fecllity ot.• 
revised application. If this is your first application and you already know your facility's EPA 1.0, Number, or if thi .. k a rnftedappllcatioo. enter your facility's· 
EPA I.D. Number In Item I above. 
A. FIRST APPLICATION (ploos an'' below and provlda the approprlat~ dat.) 

Gg 1. EXISTING F ACILITV (See J,utructiona for definition of "e;r;Utlnt" facntt,i. 
71 / Complete ttem below. 

* e FOR EXISTING FAC::ILITIES,'PROVIDE THE DATE (yr., mo., &day) 

•+'J-r.H-tflJ!.H~q.J-"" OPERATION BEGAN OR THE DATE CONSTRUCTION COMMENCED 
(ul!le the bo:r:e• to the iett) 

(place an "X' elow and complete Item I aboue) 

DI. FACILITY HAS INTERIM STATUS 

" 
02. FACILITY HAS A. RCRA PERMIT 

III. PROCESSES - CODES AND DESIGN CAPACITIES 

A. PROCESS CODE - Enter the code from the list of process codes below th&t best describes each process to be u!Sd at the facility·. Ten lines are provided for 
entering codes. If more fines are needed, enter the code(s) in the space provided. If a process will be used that It not Included 1n the Uct of .codes below,Jthen 
describe the process (including Its design capacity) In the space provided on the form (/tsm 11/·CJ. 

B, PROCESS DESIGN CAPACITY -For•HCh code entered In column Aenie{ii>,i capac1ty of tho procea. 
1. AMOUNT- Enter the amount. · ' . 
2. UNIT OF MEASURE - For each amount entered in column 8(1), enter the code from the Urt of unit measure codes btlow-thetdescribes- th8.unit of 

mea$ure used, Only the units of measure that are listed below should be used. 

PRO- APPROPRIATE UNITS OF 
CESS MEASURE FOR PROCESS 

PROCESS-' COPE DESIGN CAP:ACITY PROCESS 
Storage: Treatment: 
CONTAINER (ban"fi, ·drum, rte.} SOI GALLONS OR LITERS TANK 
TANK SOI GALLONS OR LITERI 
WASTE PILE SOI CUBIC VAROS OR SURFACl!:IMPOUNDMENT 

CUBIC MIETl!:R8 
SURFACEIMPOUNDMENT 904 GALLONS OR t.lTERS INCINERATOR 

Oi:pomf: 
INJECTION WELL D79 GALLONS OR LITERS 
LANDFILL D80 ACRE-FEET (the volume that OTHER (Ute lor t':J•Jcalbi,hemlcal, 

would cover one acre to a thermal or toio1 tNa ant 
depth of one foot) OR proceaae,1 "ot occurrln1 In ton.b, 
HECTARE•METER ,urtace lmpoundmenta or lnclner-

LAND APPLICATION DBI ACRES OR HECTARES atora. Dncrlbe the procel!IHI ln 
OCEAN DISPOSAL, DU GALLONS PER DAY OR · the apace prouided; Item III-C.) 

LITERS PER DAY 
SURFACEJMPOUNDMENT DU GALLONS OR LITERS 

PRO• 
CESS 
CODE 

TOI 

Toa 

TOI 

T04 

APPROPRIATE UNITS Of: .. 
MEASURE FOR PROCESS 

DESIGN CAPACITY 

QALLONS PER DAY OR 
LITERS P'ER DAY 
GALt.ONS PER DAY OR 
LfTIERI PER OA Y 
TONI PER HOUR OR 
METRIC TONS PER HOU Rt 
GALLONS fl'ER HOUR OR 
l,.ITERS PER HOUR 
GALLONS PER DAV OR 
LITERS P~ft DAY 

UNIT OF MEASURE 

UNITOF 
MEASURE 

COOE UNIT OF MEASURE 

UNITOF 
MEASURE 

CODE UNIT OF MEASURE 

UNIT OF 
MEASURE 

CODE 

GALLONS, • , ••••••••• , , •• , • G LITERS PER DAY, , • • , , , •• , V 
LITERS . , • , •••••• , ·, ••••••• L TONS PER HOUR , • , , , •• , • , , •• D 
CUBIC VAROS, •••••• , ••••• , • Y METRIC TONS PER HOUR, •••• , • : W 
CUBIC METERS , •• , ••••• , •• , • C GALLONS PER HOUR ••••• , , ••• E 
GALLONS PER DAY ••• , ••••••• U LITERS PER HOUR •• , , , , ••••• , H 

ACRE•F-11:ET, •••• , • • ••• , , • A 
HECTARE-METER, , • , , • , • , •• , • F 
ACRES •••• ,, ••••••.••• ,,, .B 
HECTARES ••• ,., •••• ,., •••• Q 

EXAMPLE FOR COMPLETING ITEM Ill (shown In line numbers X-1 and X-2 below): A facility has two storage tankl. Qne tank can hold 200 gallons and the 
other can hold 400 gallons. The facility also has an incinerator.that can burn up to 20 gallon, per hour, , .. , 

C DUP 
' ' 

s 
6 

G 7 

G .8 

9 

4 10 
lf•Ullt " .. " ' ,· . . 
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*Earliest record of facility 1892 

t~·AMOUNT 

' .. , 

... 
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' 

FOR 2• Ul"IIIT OFFICIAL O~M::- USE 
· (erst.r· ONLY 
. '!'!'DJ 

" 

• 
CONTINUE ON REVERSE 



. ' 
Continued from the front. 

Ill. PROCESSES continued/ 
c. SPACE FOR ADDITIONAL PROCESS CODES OR FOR DESCRIBING OTHER PROCESSES (code "T04"}. FOR EACH PROCESS ENT!:REO H..i:RE 

INCLUDE DESIGN CAPACITY, 

IV. DESCRIPTION OF HAZARDOUS WASTES 

~ H --~ -handle hazardous wastes which are not listed in 40 CFR, Subpart D, enter the four-digit number(sJ from 40 CFR, Subpart C that describes the characteris-
tics and/or the toxic contaminants of those hazardous wastes. 

B. ESTIMATED ANNUAL QUANTITY - For each ltsted waste entered In column A estimate the quantity of that waste that will be handled on an annual 
basis, For each charecterlttlc or toxic contaminant entered In column A estimate the total annual quantity of all the non-listed watte(1} that wlU be handled 
which possess that i:harecterlstlc or contaminant. 

C. UNIT OF MEASURE - For each quantity entered In column 8 enter the unit of measure code. Units of measure which must be used end the appropriate 
codes are: 

ENGLISH IINIT OE MEASURE CODE METRIC UNIT OE MEASURE COPE 
P01JN0S· •••••• , •• , , , • , ••• p KILOGRAMS.,., •• ,, • , , • •' .K 
TONS,.,,,,,_,,,.,, •• ,.,,.,,.,., •• T METRIC TONS, •• , •• ,,, •.• ,,.,,,,.,, M 

If facility records use any other unit of measure for quantity, the units of measure must be converted into one of the required units of measure taking into 
account the appropriate density or specific gravity of the waste. , · 

D. PROCESSES 
1. PROCESS CODES: 

For listed hazardous waste: For each listed hazardous waste entered In column A select the code(sJ from the list of process codes contained In Item 111 
to indicate how the waste will be stored, treated, and/or disposed of at the facility. 
For non-listed hazardout wastes: For each characteristic or toxic contaminant entered in column A, select the code(,J from the 11st of process codes 
contalned In Item Ill to indicate all the processes that will be used to store, treat, and/or dispose of all the non-listed hazardous wastes that po6SeSS 
that eharacteristic or toxic contaminant. 
Note: Four spaces are provided for entering process codes. If more are needed: (1) Enter the first thrt1e es described above; (2) Enter "000" in th& 
extreme right box of Item IV-0(1); and (3) Enter in the space provided on page 4, the line number a.nd the additional code(s). 

2. PROCESS DESCRIPTION: If a code is not listed for a process that will be used, describe the process in the space provided on the form. 

NOTE: HAZARDOUS WASTES DESCRIBED BY MORE THAN ONE EPA HAZARDOUS WASTE NUMBER - Hazaidous wastes that can be described by 
more than one EPA Hazardous Waste Number shall be descrl!Jed on the form es follows: · 

1. Select one of the EPA Hazardous W9S1-a Numbers and enter It In column A. On the same tine complete columns B,C, end D by estimating the total annual 
quantity of the waste end describing all the processes to be used to treat. store, and/or dispose of the waste. , 

2. In column A of the next line enter the other EPA Hazardous Waste Number that can be used to describe the waste, In column 0(2) on that line enter 
"Included with above" and make no other entries on that line, · 

3. Repeat step 2 for each other EPA Hezardout Waste Number that can be Used to describe the hazardous waste. 

EXAMPLE FOR COMPLETING ITEM IV (shown in line numberi'X~t. X·:L X-3, and X-4 below/..:,; A faclllty wilt treat end dispose of an estimated 900 pounds 
per year of chrome shavings from leather tanning and finishing operation. 1-n addition. the facility will treat and dispose of three non-llst&d wastes. Two wastes 
are corrosive only end there will be. an estimated 200 pounds-per year of each waste •. The other waste is corrosive end Ignitable and there will bE! an estlmatod 
100 poundt per year of that waste. Treatment wlll be in an tncine_nrtor end disposal will be inil landfill, 

A.EPA 
HAZARD. 

ASTENO 
(enter codt!) 

X-1 KO 5 4 

X-2 DO O 2 

X-3 DO O 1 

X-4 DO O 2 

B, ESTIMATED ANNUAL 
QUANTITY OF WASTE 

900 

400 

JOO 

EPA Form 3510-3 (6·80) 

~F '{..NJ!.i-----------'-----.;:O::·..:P..:Rc:,:0::C::E=S=S.:E::S:_..;. _______ ..;. _____ J 
SURE 
(enter 
code) 

p 

p 

p 

t. PROCESS CODES 
(enfer) 

T03D80 

T03D80 

T03D80 

PAGE 2 OF 5 

z. PROCESS DE9CR1PTIOff 
(lf a code ta not entered in D(1)) 

included with above 
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Co:itkill?} from page 2. r·· 
NOTE· Photocopy this page before completing i 

~?';~),l'F,,,"i:i~f7],"i~Tu.'~:i\\ \r,;1, ~ i 
IV. DESCRIPTION OF HAZARDOUS WAS TES (connnued J :• ,,;s - - - -- • '" ,£D, 

' A. EPA C. UNIT D. PROCESSES J 
L' HAZARD. B. ESTIMATED ANNUAL 0 ;0'REt· D 
;_ f/i/ASTENO QUANTITY OF WASTE (enter 1. PROCESS CODES .2. PROC.ESS DESCRl~TION 
J z (enter code) code) (enter) (if a code is not entered m D(l)) 

ave more than 26 wastes to list 
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Continued from the front. 

EPA 1.0. NO. (enter from page I) 

Vlll. FACILITY OWNER 

Ix] A. lf the facility owner is also the facility operator as listed in Section VIII on Form 1, "General Information", place an "X" in the box to the left and 
skip to Section IX below. 

B. If the facility owner is not the facility operator as listed in Section VIII on Form 1, complete the following items: 

1. NAME OF FACILITY'S LEGAL OWNER 2. PHONE NO. (area code & no.) 

" 
3. STREET OR P.O. BOX 4. CITY OR TOWN 

Fi -.--
IX. OWNER CERTIFICATION 

I certify under penalty of law that I have personally examined and am familiar with the information submitted in this and all attached 
documents, and that based on my inquiry of those individuals immediately responsible for obtaining the information, I believe that the 
submitted information is true, accurate, and complete. I.am aware that there are significant penalties for submitting fa/tie information~ 
including the possibility of fine and imprisonment. 

A. NAME (print or type) 

R. G. Russel 
Vice President & General 

X, OPERATOR CERTIFICATION 

C. DATE SIGNED 

//t~<fo 

I certify under penalty of law that I have personally examined and am familiar with the information submitted in this and all attached 
documents/ and that based on my inquiry of those individuals immediately responsible for obtaining the information, I believe that the 
submitted information is true, accurate, and complete. I am aware that there are significant penalties for submitting false information, 
including the possibility of fine and imprisonment. 

A. NAME (print or type) B. SIGNATURE C. DATE SIGNED 

EPA Fo,m 3510-3 (6-80) PAGE 4 OF 5 CONTINUE ON PAGE 5 



RCRA INSPECTION REPORT 

If1TERIM STAT!.6 STANQI\RDS , TREATMENT, STORAGE AND DISPOSAL FACILITIES 

DEFICIENCY NOTIFICATION TABLE 

ISS INSPECTION 

FACILITY NO. - 8 / - ilt../- 01.J 1-
GJNER - u,..,,.(7-w Ct,,t,·,I( (c,)"u,~ "It·,- I . 
FACILITY NAME - //A./1·~,v Cu, ,·ele c,,,r' ~ C(u'6(T- ~,.t?t"r,,,c,./'.r ,t1, ·v,:.r, ·u-
FACILITY LOCATION - 117.?f /1'10./1·.f(I- /'/v~ Ctev~l4-#I'/ t7;f,"o 
FACILITY CONTACT - ,£t:lw1,.,, !>7- e . 
ISS INSPECTION DATE - -- ~,_ J.21 /'fr/ PHONE NO. - .,Zlb/4-.:i-~- ;;2.J-2-f 

COLUMN I 

Itan No . 

-
III A 1 

2 
8 1 

2 
3 

C 1 
2 
3 
4 

D 1 
2 
3 
4 
5 
6 
7 
8 

E 1 
2 
J 

4 
5 
6 

F 1 
2 
3 

IV A 
8 1 

2 
3 

C 1 
2 

D 
E 

V A 1 

COLUMN I I COLUMN II I COLUMN IV COLUMN V COLUMN VI 

OAC Reference l.lSEPA Reference See Code Refer To OEPA 
OWlnQ emar Se fo 11 . ISS R k U 

3745-55-12(A) 265. 12 (A) 

3745-55-13 265. 13 
3745-55-13 2fi'i 11 

II II 

3745-55-14 ?f;i; 14 
II II 

II II 

II II !5 

3745-55-15 265. l'i 
II II 

II II 

II II 

II II 

II II ...lJ V 
II II 

II II 

3 74 5-=-.55.: 1 h ?hr:; 1h 
II II 

II II 

II II 

II II 

II II 

3745-SS-l 7 ?hr:; 17 
II II 

II II 

3745-55-31 265.31 
3745-55-32 265 ::!? 

II II 

II II 

3745-55-33 265.33 
II II 

3745-55-34 265.34 
3745-55-35 ?hr:; 1i; 

3745-55-52 265.52 

. -



Paoe 

6 
,U:on't.) 

7 . 

8 

-
9 

. 

10 

. 

11 

12 

COLUMN I 

Item No. 

V A 2 
3 
4 
5 

B 
C 1 

£ 

3 
D 

VI A 1 
2 

B 
C 1 

2b 
C 
d 
e 
f 
g 

Vll A l 
2 
.:l 
4 

B 1 
2 
3 
4 

VIII I 1 
2 
3 
4 
5 
<; 
7 . 

J 1 
2 
3 
4 
5 
6 
7 
8 

K 1 
? 

3 
4 
!J 
6 
7 

..,\JLUMN II COLUMN II I 1..0LUMN IV COLUMN V 

OAC Reference USEPA Reference See Code Refer To 
Foll owi no ISS Remark 

3745-55-52 265. 52 
II II 

" " 
II " 

3745-55-53 265. 53 
3745-55-55 265. 55 .,, .. 

II II 

3745-55-56 " -... 
3745-55-71 265. 71 . 

II II 

3745-55-72 265. 72 
--- 3745-55-73 265. 73 

II II tJ. .. -· f} 
II II 

. .. .. 
II II 

" 
./ 

. 

.:l/45-56-03 265.112 -0 V 
II II 

II II 

3745-56-32 265.142 A. / 
3745-56-09 265. 118 

II II 

·11 II 

3745-56-34 265.143 -
3745-56-51 265. 171 '>:" 
17111;_<;<;_<;? ?<;<; 17? 
3745-56-53 265.173 

II II 

3745-56-54 265.174 
-:n11 c_c <:_c" ?h<; 17/; 

3745-56-57 265.177 

3745-56-72 265. 192 
II II 

II II 

3745-56-73 265. 193 
3745-56-74 265.194 
374!i-56-7R ?I.<; 10A 

3745-56-79 265.199 
3745-56-78 265. 198 
3745-5 7-03 265. 222 
J745-5z-nn ?l;<; ??1 

3745-57-06 265. 225 
3745-57-07 265.226 

'! II 

3745-5 7-10 265.229 
3745-5 7-11 265. 230 

. . 

COLUMN VI 

OEPA 
Use 

-

-
. 

. 

. 

-

. 

. 

_, 

. 



COLUMN I 

Page Item No. 

12 L 1 
2 
j 

4 
b 
6 
I 

13 M 1 
L 
3 
4 
5 
t, 

7 
8 
9 

14 N A 1 
2 
3 
4 

B 1 
2 

C 1 
2 
3 
4 

D 

15 E 

F 1 
2 
3 
4 

G 
16 O&P 

I B 1 
2 
3 
4 
5 

II A la 
b 
C 

17 2a 
b 

B 1 
2 
3 
4 

5 

er 'IMN II COLUMN II I Cf 'IMN IV COLUMN V 

OAC Reference USEPA Reference See Code Refer to 
· Followi no I SS Remark 

3745-57-31 265.251 
3745-57-32 265.252 
.Jt'1'J-~/-.J.J C.v~.c.~o 
3745-57-36 265.256 .. .. 
3745-57-37 265.257 
3745-57-37 265.257 
3745-57-52 265.272 

" II 

3745-57-53 26~273 
j/40-0/-06 265.276 
3745-57-58 265.278 
.5t't:>-bl-bcl 265.278 
3745-57-59 265.279 
3745-5 7-61 265.281 
3745-57-62 265.282 
3745-57-72 265.302 

II II 

II II 

II II 

3745-57-79 265.309 
II II 

3745-56-03 265.112 
II II 

;, II 

't7,1J;_,:;r;_ ?? ?,;,; lQ? 

3745-57-82 265.312 
3745-55-17 ?fi'i 17(h) 
3745-57-83 265.313 
3745-55-17 265.17/b) 
3745-57-84 265.314 

II II 

II II 

II II 

3745-57-85 265.315 

3745-58-33 265.373 
II II 

II II 

II II 

II II 

3745-58-35 265. 375 
II II 

" II 

. 

3745-58-35 265. 375 
II 

II 

II 

JI 

" 
II 

COLUMN VI 

DEPA 
USE 

. 



~-·~·---.. ----.,-, .. - ~ 

COLUMN I OLUMN II COLUMN III :JLUMrl IV COLUMN V COLUM/1 VJ 
Page Item No. OAC Reference USEPA Reference See Code Refer to OEPA 

' - Followino ISS Remark USE 

17 III A 3745-58-37 265. 377 
(Can't) B " II 

L, " " -
D " II 

. 
. . 

l: " " 
I 

F II II 
' 

: 

b " " 
IV A 1 3745-58-42 265.382 

,: u .. 
19 Q 1 3745-58-51 265. 401 

L " " 
3 3745-58-52 265.402 
.4 3/40-08-03 265.403 
5 3745-58-55 265.405 
b 3745-58-56 265.406 

20 IX I (A) 3745-52-40 262.40 
(B) 1 3745-52-21 262.21 . 

2 II 

,j " 
4 II 

5 II . . 

6 II 

7 II 

8 3745-50-42 122.6 
(CJ 3745-52-42 262.42 

21 1 3745-52-42 II 

~ " h 

(D) 1 3745-52-42 262.42 
2 II II 

2 (Al 3745-52-30 262.30 
(B) 3745-52-31 262.31 
(Cl 3745-52-33 2fi2 ·n 

22 3 1 3745-52-34 262.34 
2 II II . 

3 3745-56-54 265.174 
4a 3745-56-72 265.192 

b " H 

C II II 

d 3745-56-74 265 .184 . -· 
e 3745-56-78 265.198 
f 3745-56-79 265.199 

23 VI A 3745-52-40 262,40 
B 3745-52-41 262.41 

VII la 3745-52-50 262.50 
b " II 

C " II 

2 " " 
24 X I 3745-53-22 263.22 . 

I I A 3745-53-20 263. 20 
B II II -V A 3745-53-10 263.10 
B 3745-53-10 " -



KEY TO CODED nu:s (COLUMN IV) 

A. Because the inspection at this f ac i 1 i ty was conducted prior to May 
19, 1981, requirements which became effective on that date were not 
checked. These requirements are nm1 effective and must be met as a 
condition of interim status under the federal regulations and as part 
of the considerations for issuance of an Ohio Hazardous Waste Permit. 

B. or C. The inspection revealed a deficiency in compliance with this item, 
which must be satisfactorily corrected. A determination of 
compliance will be made in the future. 

D. The inspection revealed a violation of.regulations pertaining to this 
item. Since the environmental consequences of this violation may be 
quite serious this problem must be corrected as soon as possible. We 
will schedule another inspection no sooner than 30 days after the 
date of this letter to determine if compliance has been achieved. 
Further steps in the permitting process will be delayed until the 
re-inspection. 

E. Regulations concerning this item will become effective November 19, 
1981. These requirements were not addressed in the inspection, but 
compliance is required by November 19, in order to meet federal 
interim status requirements and as a part of the considerations in 
issuing an Ohio Hazardous Waste Permit. 

F. Inspection revealed non compliance with this item. Compliance with 
this item is required unless a facility has filed as a storage 
facility. You should either correct the deficiency listed or file an 
amended Part A application for a storage facility. 

G. NFPA's code requires that the tanks be located 50 feet from the 
property line. 




